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BOARD BILL NO. 97 SPONSORED BY ALDERMAN TERRY KENNEDY

An Ordinanceadoptingthel nter national Existing Building Code,

2003 Edition with changes, asthe Existing Building Code of the

City of Saint Louis; repealing Ordinance 65927; and containing

a penalty clause, a savings clause and an emer gency clause.

BE IT ORDAINED BY THE CITY OF SAINT LOUISASFOLLOWS:

SECTION ONE.
An ordinance repealing Ordinance 65927, approved June 26, 2003, and codified as Chapter 25.20,
pertaining to the Existing Building Code of the City of Saint Louis which adopted the International

Existing Building Code 2003: and enacting in lieu thereof a new Existing Building Code and adopting

the ICC Existing Building Code2003.

SECTION TWO.

Thelnternational Existing Building Code,2003, first printing, aspublished by the International Code
Council, Inc., three copies of which are on file in the Office of the Register of the City of Saint
Louis, being marked and designated asthe Inter national Existing Building Code, 2003 as published
by the International Code Council, Inc., be and is hereby adopted as " The Existing Building Code
of the City of Saint Louis, in the State of Missouri”, pursuant to the Ordinance and in conformity
with Section 71.943 RSMo for the control of building and structures as herein provided; and each
and all of theregulations, provisions, penalties, conditions and terms of said International Existing
Building Code, 2003 are hereby referred to, adopted and made apart hereto, asif fully set out in this

ordinance with the additions, insertions, deletions and changes prescribed in Section Three of this
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Ordinance.

SECTION THREE.
The International Existing Building Code, 2003 is amended and changed in the following

respects:

Delete Chapter 1 as published in its entirety.

Add new Chapter 1 to read as follows:

CHAPTER 1
ADMINISTRATION

SECTION 101
GENERAL

101.1 Title. These regulations shall be known as the Existing Building Code of the City of Saint
Louis hereinafter referred to as “this code.”

101.2 Scope. The provisions of this code shall control matters concerning the repair, alteration,
change of occupancy, addition, and relocation of existing buildings. A building or portion of a
building which has not been previousy occupied or used for itsintended purpose shall comply with
the provisions of the International Building Code, Uniform Plumbing Code, International
Mechanical Code, National Electrical Code and Zoning Ordinances as amended for new
construction.

This code does not replace nor repeal any existing codes except as herein mentioned. Thiscode
applies to existing buildings only, and if in conflict with any other ordinance, the most restrictive

shall apply.

101.3 Intent. The purpose of this code is to establish the minimum requirements to safeguard the
public health, safety and general welfare through structural strength, means of egress facilities,
stability, sanitation, adequate light and ventilation, energy conservation, and safety to life and
property from fire and other hazards attributed to the built environment and to provide areasonable
level of safety to fire fighters and emergency responders during emergency operations.
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101.4 Referenced codes. Theother codeslistedin Sections 101.4.1 through 101.4.6 and referenced
elsewhere in this code shall be considered part of the requirements of this code to the prescribed
extent of each such reference.

101.4.1 Electrical. The provisionsof the City of Saint Louis Electrical Code shall apply to the
installation of electrical systems, including aterations, repairs, replacement, equipment,
appliances, fixtures, fittings and appurtenances thereto.

101.4.2 Gas. The provisions of the City of Saint Louis Fuel Gas Code shall apply to the
installation of gas piping from the point of delivery, gas appliances and related accessories as
covered inthiscode. These requirements apply to gas piping systems extending from the point
of delivery totheinlet connections of appliances and theinstall ation and operation of residential
and commercia gas appliances and related accessories.

101.4.3 Mechanical. Theprovisionsof the City of Saint Louis Mechanical Code shall apply to
theinstallation, alteration, repair, and replacement of mechanical systems, including equipment,
appliances, fixtures, fittings and/or appurtenances, including ventilating, heating, cooling, air-
conditioning and refrigeration systems, incinerators, and other energy-related systems.

101.4.4 Plumbing. The provisions of the City of Saint Louis Plumbing Code shall apply to the
installation, ateration, repair and replacement of plumbing systems, including equipment,
appliances, fixtures, fittings and appurtenances, and where connected to a water or sewage
system and all aspects of amedical gas system.

101.4.5 Property maintenance. The provisions of the International Property Maintenance
Code shall apply to existing structures and premises; equipment and facilities; light, ventilation,
space heating, sanitation, life and fire safety, hazards; responsibility of owners, operators and
occupants; and occupancy of existing premises and structures.

101.4.5.1 Work on individual componentsor portions. Where determination is made by
the code officid that acomponent or a portion of abuilding or structureisin need of repair,
strengthening or replacement by provisions of this code, only that specific component or
portion shall berequired to berepaired, strengthened or replaced unless specifically required
by other provisions of this code or the code official.

101.4.5.2 Design values for existing materials and construction. The incorporation of
existing materials, construction and detailing into the structural system shall be permitted
when approved by the code official. Minimum quality levelsand maximum strength values
shall comply with this code.

101.4.6 Fire prevention. The provisions of the International Fire Code shall apply to matters
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affecting or relating to structures, processes and premises from the hazard of fire and explosion
arising from the storage, handling or use of structures, materials or devices; from conditions
hazardousto life, property of public welfarein theoccupancy of structuresor premises; and from
the construction, extension , repair, ateration or removal of fire suppression and alarm systems
or fire hazards in the structure or on the premises from occupancy or operation.

101.5 Safeguar dsduring construction. All construction work covered in this code, including any
related demolition, shall comply with the requirements of Chapter 13.

101.6 Appendices. Thecode official isauthorized to requirerehabilitation and retrofit of buildings,
structures, or individua structural membersin accordance with the appendices of this code if such
appendiceshavebeenindividually adopted. When any of such appendicesisspecifically referenced
inthe code, it shall become apart of this code without any special adoption by thelocal jurisdiction.

101.7 Correction of violations of other codes. Repairs or alterations mandated by any property,
housing or fire safety maintenance code or mandated by any licensing rule or ordinance, adopted
pursuant to law, shall conform only to the requirements of that code, rule, or ordinance and shall not
be required to conform to this code unless the code requiring such repair or alteration so provides.

SECTION 102
APPLICABILITY

102.1 General. Where, in any specific case, different sections of this code specify different
materias, methods of construction or other requirements, the most restrictive shall govern. Where
thereisaconflict between ageneral requirement and aspecific requirement, the specific requirement
shall be applicable.

102.2 Other laws. Theprovisionsof thiscode shall not be deemedto nullify any provisions of local,
state or federal law.

102.3 Application of references. References to chapter or section numbers, or to provisions not
specifically identified by number, shall be construed to refer to such chapter, section or provision
of this code.

102.4 Referenced codes and standar ds. The codes and standards referenced in Chapter 14 of this
code shall be considered part of the requirements of this code to the prescribed extent of each such
reference. Where differences occur between provisions of this code and referenced codes and
standards, the provisions of this code shall apply. Reference standards shall be permitted to be
updated by rule making authority of the code official.
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102.4.1 Standards and guidelines for structural evaluation. The code official shall allow
structural evaluation, condition assessment and rehabilitation of buildings, structures or
individual structural members based on this code’s appendix chapters, referenced standards,
guidelines or other approved standards and procedures.

102.4.2 Compliancewith other codes, standardsand guides. Compliance with the structural
provisions of the 2003 Inter national Building Code shall be deemed exceeding or equivalent to
compliance with the structural provisions of this code.

102.5 Partial invalidity. In the event any part or provision of thiscodeisheld to beillegal or void,
this shall not have the effect of making void or illegal any of the other parts or provisions.

102.6 Existing structur es. Thelegal occupancy of any structure existing on the date of the adoption
of this code shall be permitted to continue without change, except asis specifically covered in this
code, the International Property Maintenance Code or the International Fire Code, or as deemed
necessary by the code official for the general safety and welfare of the occupants and the public.
No building or structure shall be constructed, extended, repaired, removed, altered or occupied
in violation of these provisions, except for repairs as defined in Section 105.2.2, and except further
that the raising, lowering or moving of a building or structure as aunit necessitated by achangein
legal grade or widening of a street shall be permitted, provided the building or structure is not
otherwisealtered or itsoccupancy changed. Political subdivisionsof the State of Missouri, including
but not limited to, the Board of Education, Metropolitan Sewer District, the Saint Louis Housing
Authority, Saint Louis Police Department, Metro, Planned Industrial Expansion, Land Clearance
Redevelopment Authority, Land Reutilization Authority, Saint LouisDevel opment Corporation and
the Regional Convention and Sports Complex Authority are covered under the provisions of this
code for al property within the city limits.
Exceptions:
1. Structures owned and occupied by the United States of Americaor the State of Missouri.
2. City of Saint Louis owned property located outside of the City Limits.
3. Existing building occupanciesthat arelicensed by the State of Missouri asfamily child care
homes providing home day care, as specified in Section 310.3 of the International Building
Code.
4. Structureslocated within cemetery boundaries which are less than one thousand square feet
in area and less than twenty feet in height, measured from grade to the highest point.
5. Laying or relaying of railroad trackage sidings and their appurtenant signals, culverts and
structures.

102.7 Matters not provided for. Any requirements that are essential for the structurd, fire or
sanitary safety of an existing building or structure, or for the safety of the occupants thereof, which
are not specifically provided for by this code, shall be determined by the Code Official.

The code official shall be permitted to delegate to the Department of the President, Board of
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Public Service, responsibility for code complianceinspectionson projectswithin the City Limitslet
by the Board of Public Service or let asan Emergency Agreement. If such delegation is made, that
officeshall certify inwriting to the code official at the completion of the project that they did inspect
and believe the project to comply with the code.

102.7.1 Additions, alterationsor repairs. Additions, alterationsor repairsto any structureshall
conform to that required for a new structure without requiring the existing structure to comply
with al of the requirements of this code, unless otherwise stated. Additions, alterations or
repairsshall not causean existing structureto become unsafeor adversely affect the performance
of the building.

102.8 Other regulations. When the provisions specified herein for public safety, health and
welfarearein conflict with other regulations, the most rigid requirementsof either the Building Code
or other regulations shall apply whenever they conflict. However, the code officia shal not be the
enforcement officer for such other ordinances or regulations unless specified in said ordinances or
regulations.

102.9 Buildings, structuresor premisespartly within city limits. When abuilding, structure or
premises is constructed partly within the City and partly within County Limits, the Building
Commissioner shall be authorized to enter into agreements with the adjoining code jurisdictionsto
avoid duplications of inspections, fees and permits.

SECTION 103
DIVISION OF BUILDING AND INSPECTION

103.1 Creation of enforcement agency. There is hereby created the Division of Building and
Inspection. The Division shall consist of the following sections to include, but not be limited to:
Administration Section, Building Inspection Section, Central File Section, Court Section. Electrical
Inspection Section, Mechanical Inspection Section, Permit Section, Plan Exam Section, Plumbing
Inspection Section and Zoning Section.

103.2 Buildingcommissioner. Thehead of the Division of Building and Inspection shall beknown
asthe Building Commissioner, in accordance with Section 15, Article 13 of the Charter of the City
of Saint Louis.

103.2.1 Appointment; qualifications. The Building Commissioner, also herein referred to as
the code officia, shall be a Missouri licensed professional architect or engineer, and shall be
appointed by the Director of Public Safety, and shall possess the necessary qualifications
established by the Department of Personnel of the City of Saint Louis.

103.3 Organization. The code official shall appoint such numbers of architects, engineers,
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technical assistants, inspectors and other employees such as clerks, typists and cashiers, as shall be
necessary for the administration of the codes governed by this ordinance, and as authorized by the
code official in conformance with Civil Service qualifications and regulations. The code official
shall be permitted to delegate appropriate subordinates to act in the exercise of the duties of this
code, and they also shall be designated as code officials. The code officia isauthorized to designate
employees as needed who shall exercise all the powers of the code official during the temporary
absence or disability of the code official.

103.4 Restriction of employees. An official or employee connected with the Division of Building
and Inspection, except one whose only connection is that of a member of the Board of Appeals,
established under the provisions of Section 112, shall not be engaged in or directly or indirectly
connected with the furnishing of labor, materials or appliances for the construction, alteration or
maintenance of abuilding, or the preparation of construction documentsthereof, unlessthat person
is the owner of the building, or afirst degree relative of the owner of the building; nor shall such
officer or employee engage in any work which conflicts with official duties or with the interests of
the Division of Building and Inspection.

Further, no Building Division employee shall be employed by or serve as an employee of any
other division within thecity service unlessaformal request is made by the Building Commissioner
to and approved by the appointing authority of that division.

103.5 Rélief from personal responsibility. The code official or employee charged with the
enforcement of this code, while acting for the jurisdiction, shall not thereby be rendered liable
personally, and is hereby relieved from all personal liability for any damage accruing to persons or
property as a result of any act required or permitted in the discharge of official duties. Any suit
instituted against any employee because of an act performed by that person in the lawful discharge
of duties and under the provisions of this code shall be defended by the City of Saint Louis City
Counselor’'s Office until the final termination of the proceedings. The code officia or any
subordinates shall not be liable for costs or judgement in any action, suit or proceeding that is
instituted in pursuance of the provisions of this code; and any employee of the Division of Building
and Inspection, acting in good faith and without malice, shall be free from liability for acts
performed under any of its provisions or by reason of any act or omission in the performance of
officia dutiesin connection therewith.

The above protection shall also extend to former employees for work performed during their
period of employment with the City of Saint Louis.

103.6 Official records. An officia record shall be kept of all business and activities of the
department specified in the provisions of this code, and all such records shall be open to public
inspection at all appropriate times.

A reasonable charge shall be established for making copies of documents. If staff time is
required to assemblerequested data, an estimate shal | bemade of personnel charges, includingfringe
benefits, and asigned agreement made prior to undertaking such projects. TheDivision of Building

May 20, 2005
Page 7 of 77
Board Bill # 97 Sponsor: Alderman Kennedy



OOl WNPE

\‘

10
11
12
13
14

15
16
17
18
19
20

21
22
23
24

25
26
27
28

29
30
31
32
33

and Inspection is not obligated to assemble data into formats that it does not use or need in the
ordinary prosecution of its work.

Further, whenever any person, firm or corporation requests a comprehensive historical
investigation of the Division of Building and Inspection records relating to building or occupancy
permits, an application fee of twenty-five dollars shall be charged, as specified in Section 108.2.1,
in addition to all other fees as provided in other sections of this code.

SECTION 104
DUTIES AND POWERS OF CODE OFFICIAL

104.1 General. Thecodeofficia ishereby authorized and directed to enforce the provisions of this
code. The code officia shall have the authority to render interpretations of this code and adopt
policies and procedures in order to clarify the application of its provisions. Such interpretations,
policies and procedures shall be in compliance with the intent and purpose of this code. Such
policies and procedures shall not have the effect of waiving requirements specifically provided for
in this code.

104.1.1 Rule making authority. The code officia shall have authority as necessary in the
interest of public health, safety and general welfare, to adopt and promulgate rules and
regul ationsto interpret and implement the provisions of thiscodeto securetheintent thereof, and
to designate requirements applicable because of local climatic or other conditions. Such rules
shall not have the effect of waiving structural or fire performance requirements specifically
provided for in this code or violating accepted engineering practice involving public safety.

104.1.2 Accepted engineering practice. Intheabsenceof provisionsnot specifically contained
in thiscode or approved rules, the regul ations, specifications and standardslisted in Chapter 35,
Referenced Standards, shall be deemed to represent accepted engineering practice in respect to
the material, equipment, system or method of construction therein specified.

104.2 Applicationsand permits. The codeofficial shall receive applications, review construction
documents, issue or deny permits for the erection, alteration, demolition, moving or occupancy of
buildings, structures or premises, inspect the premisesfor which such permits have been issued, and
enforce compliance with the provisions of this code.

104.2.1 Preliminary meeting. When requested by the permit applicant, the code official shall
meet with the permit applicant to discuss plans for the proposed work or change of occupancy
prior to the application for a permit in order to establish the specific applicability of the
provisions of this code.

Exception: Repairs, and level 1 dterations.
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104.2.1.1 Building evaluation. Thecodeofficial isauthorized to requirean existing building
to beinvestigated and evaluated by alicensed design professional to determinethe existence
of any potential nonconformance with the provisions of this code.

104.3 Notices and orders. The code official shall issue all necessary notices or orders to insure
compliance with this code.

104.4 Inspections. The code official shall make all of the required inspections, or the code official
shall havetheauthority to accept reports of inspection by approved agenciesor individuals. Reports
of suchinspectionsshall beinwriting and certified by aresponsible officer of such approved agency
or by the responsible individual. The code officia is authorized to engage such expert opinion as
deemed necessary to report upon unusual technical issues that arise, subject to the approval of the
appointing authority. The owner shall provide such special inspections as are required by the code
official.

104.5 Identification. Thecodeofficial shall carry proper identification when inspecting buildings,
structures or premises in the performance of duties under this code.

104.6 Right of entry. Whereit is necessary to make an inspection to enforce the provisions of this
code, or where the code official has reasonable cause to believe that there exists in a structure or
upon a premises a condition which is contrary to or in violation of this code which makes the
structure or premises unsafe, dangerous or hazardous, the code officia is authorized to enter the
structure or premises at reasonable times to inspect or perform the duties imposed by this code,
provided that if such structure be occupied that credentials be presented to the occupant and entry
requested. If such structure or premises be unoccupied, the code officia shall first make a
reasonable effort to locate the owner or other person having charge or control of the structure or
premises and request entry. If entry is refused, the code official shall recourse to the remedies
provided by law to secure entry.

104.6.1 Disasters. Intheevent of adisaster such aswindstorm, tornado, flood, fire earthquake,
bomb blast or explosion, the code official is hereby authorized to enter and inspect structures
within the affected area, subject to constitutional restrictions on unreasonable searches and
seizures. When, in the opinion of the code official, there is imminent danger to an unsafe
condition, the code official shall take emergency measures in accordance with this code. If the
code official determines, after inspection, that a structureis unfit, the code official shall declare
it apublic nuisance, cause areport to be prepared and notify the affected parties in accordance
with this code.

104.6.1.1 Post-disaster inspections. The code official is authorized to deputize Missouri
Structural Assessment and Visua Evaluation (SAVE) Volunteer Inspectors certified by the
Missouri State Emergency Management Agency (SEMA) to conduct emergency post-disaster

May 20, 2005
Page 9 of 77
Board Bill # 97 Sponsor: Alderman Kennedy



19
20
21
22

23
24
25
26
27
28
29

30
31
32
33

35

safety evaluations of buildings.

104.7 Liability. The code official, member of the Board of Appeals or employee charged with the
enforcement of this code, while acting for the jurisdiction in good faith and without malice in the
discharge of the duties required by this code or other pertinent law or ordinance, shall not thereby
berendered liable personally, andishereby relieved from personal liability for any damage accruing
to persons or property as aresult of any act or by reason of an act or omission in the discharge of
officia duties. Any suit instituted against an officer or employee because of an act performed by that
officer or employeein the lawful discharge of duties and under the provisions of this code shall be
defended by the City of Saint Louis City Counselor’'s Office until the final termination of the
proceedings. The code officia or any subordinates shall not beliablefor costs or judgement in any
action, suit or proceeding that is instituted in pursuance of the provisions of this code; and any
employee of the Division of Building and Inspection, acting in good faith and without malice, shall
be free from liability for acts performed under any of its provisions or by reason of any act or
omission in the performance of official dutiesin connection therewith.

The above protection shall aso extend to former employees for work performed during their
period of employment with the City of Saint Louis.

104.8 Approved materials and equipment. Materials, equipment and devices approved by the
code official shall be constructed and installed in accordance with such approval.

104.8.1 Used materials and equipment. The use of used materials which meet the
requirements of this code for new materialsis permitted. Used equipment and devices shall not
be reused unless they have been reconditioned, tested and placed in good and proper working
condition and approved by the code official.

104.9 Modifications. Wherever there are practical difficultiesinvolved in carrying out provisions
of this code, the code officia shall have the authority to grant modifications for individual cases,
upon application of the owner or owner’ s representative, provided the code official shall first find
that specia individual reason makesthe strict letter of this codeimpractical and the modificationis
in compliance with the intent and purpose of this code and that such modification does not lessen
health, accessibility, life and fire safety, or structural requirements. The details of action granting
modifications shall be recorded and entered in the files of the Department of Public Safety.

104.9.1 Areaspronetoflooding. Thecodeofficial shall not grant modificationsrelated to areas
proneto flooding without the granting of avariance to such provisions by the Board of Building
Appeds.

104.10 Alternative materials, design and methods of construction and equipment. The
provisions of this code are not intended to prevent the installation of any material or to prohibit any
design or method of construction not specifically prescribed by this code, provided any such
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alternative has been approved. An alternative material, design or method of construction shall be
approved wherethe code officia findsthat the proposed design is satisfactory and complieswith the
intent of the provisionsof thiscode, and that the material, method or work offered is, for the purpose
intended, at least the equivalent of that prescribed in thiscodein quality, strength, effectiveness, fire
resistance, durability and safety.

104.10.1 Research reports. Supporting data, where necessary to assist in the approval of
materias or assemblies not specifically provided for in this code, shall consist of valid research
reports from approved sources.

104.10.2 Tests. Whenever thereisinsufficient evidence of compliance with the provisions of
this code, or evidence that a material or method does not conform to the requirements of this
code, or in order to substantiate claims for alternative materials or methods, the code officia
shall have the authority to require tests as evidence of compliance to be made at no expenseto
the jurisdiction. Test methods shall be as specified in this code or by other recognized test
standards. In the absence of recognized and accepted test methods, the code officia shall
approve the testing procedures. Tests shall be performed by an approved agency. Reports of
such tests shall beretained by the code officia for the period required for the retention of public
records.

104.10.3 Research and investigations. The code official shall requirethat sufficient technical
data be submitted to substantiate the proposed use of any material or assembly, and if it is
determined that the evidence submitted i s satisfactory proof of performancefor the useintended,
the code official shall approve its use subject to the requirements of this code. The costs of all
tests, reports and investigations required under these provisions shall be paid by the applicant or
owner.

SECTION 105
PERMITS

105.1 Required. Any owner whointendsto perform sitegrading, excavate, construct, enlarge, alter,
make non-ordinary repairs to, move or demolish a building, or structure; or change the occupancy
of abuilding, structure or premises from one use group to another; or to change to a prohibited use;
or to cause any such work to be done, or to use explosives for blasting in connection with
demolition, excavation, construction or other building operation, shall first make application to the
code official and obtain the required permit.
Exception: No permit shall be issued to repair any building or structure condemned in
accordance with Section 118 or Section 119 of the International Building Codeif such building
or structure isincluded in an executed contract for demolition between the City of Saint Louis
and a demolition contractor.
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105.1.1 Preservation Board permit requirements. When the ordinances of the Cultura
Resources Office of the Planning and Urban Design Agency (CRO) require a permit for items
for which this code does not require apermit, applications shall be permitted to be taken by the
Building Division and processed solely to the Cultural Resources Office. Both the Building
Commissioner and the Cultural Resources Office Director are authorized to place stop work
orders. Any appealsor court actions resulting from such citations, applications or permits shall
havetechnical and aesthetic testimony from the Preservation Board and the staff of the Cultural
Resources Office.

105.1.2 Cultural Resour ces Office denial. Unless overruled by the Building Commissioner
as aresult of an emergency situation, or the Planning and Urban Design Commission, a denial
from the Preservation Board shall be the final denial; no further notice from the code official
shall be required to any person.

105.2 Work exempt from permit. The following types of construction work, for all Groups
covered by this code, unless otherwise noted, shall be considered as ordinary repairs or minor work
for which a building permit is not required.

01.

02.

03.

04.

05.

06.

07.
08.

Exceptions:

1. A Flood Plain Development Permit isstill required to be obtained if the siteislocated in the
flood plain areas defined by FEMA.

2. Ordinary repairsor minor work to residential buildingsand structuresuptofour units, which
fall under the purview of the Cultural Resource Officerequiringa® Cultural Resource Office
Only” permits.

Tuckpointing, exterior andinterior painting, floor sanding and refinishing, floor tileor carpeting,

replacement of flooring with like material, application of wall paper and other wall covering

material, moveable cases, counters and partitions, and cabinet installation, counter tops and
similar finish work;

Plaster patching and/or gypsum board replacement not exceeding twenty-five percent (25%) of

the total wall or ceiling area of aroom or space provided the fire rating and moisture resistance

is maintained and no modifications are made;

Repair or replacement of existing gutters and above grade portions of downspouts;

Application of pre-finished aluminum, steel, vinyl or other like materials on soffits, fascia

boards, rake boards and overhangs;

Replacement or repair of existing windowsand frames, whenever no modificationismadeto the

opening; installation of storm windows and doors, whenever no modification is made to the

opening; glazing and glass replacement;

Replacement or repair of exterior and/or interior doors and/or frames, provided the fire rating,

when applicable, is maintained, and no modification is made to the opening;

Sidewa ks and driveways within property lines;

Exterior ramps, stairs, and/or steps, which areon grade and not morethan 12 inchesabovegrade,

not attached to the structure, and within property lines;
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09.

10.

11.

12.

13.

14

15.

16.

17.

18.

19.

20.

21.

22.
23.

Paved areas for single family residential use on the same lot as the primary structure, without
roofs, covers or enclosures;

Concrete patio slabs or wooden patios/decks which rest directly on the ground or arock base,
provided that they are not covered by aroof or canopy, not supported by any type of permanent
foundation and a maximum of 12 inches above finished grade;

Miscellaneous sitework, landscaping, gardens, shrubbery and planting boxes, excavation or fill
that does not create a permanent change in property elevation of more than 6 inches along
property lines, block drainage or create erosion or damage to adjacent properties;

Fixed or retractable awningsinstalled on one and two family residential buildingswhich do not
project over property lines, and not over 40 square feet in projected area;

Wall paneling of any type when applied directly to existing residential room wall surfaces,

. Ceiling tile of any type, other than foam plastic, when applied directly to existing ceiling

surfaces, except when within assembly roomswith morethan 300 occupants, i nstitutional rooms
or spaces, mercantile spaces exceeding 3,000 square feet. Replacement of damaged lay-in
acoustical celling panels of like materials up to twenty-five percent (25%) of the ceiling areain
aroom or space and a maximum of 500 square fest;

Installation of battery-operated smoke detectors within existing single family homes or
apartments,

Small detached accessory buildings, such asutility/storage/tool sheds, cabanas, play houses, etc.,
50 square feet in area or less and less than 12 feet in height, provided such accessory buildings
maintain the setbacks required by the Zoning Ordinance. This does not include accessory
buildings having unique uses such as barbeque and/or smoke houses, storage of fuel or other
hazardous material having fuel fired equipment, and other uses that present an increased fire
hazard or nuisance to adjoining property. A permit isrequired for all buildings housing these
types of uses exceeding 50 square feet in areg;

Residential accessory structures such as arbors, garden trellises and other minor structures,
provided such structures maintain the setbacks required by the Zoning Ordinance;
Above-ground swimming pools, hot tubs and spas placed on aslab. Also, in-ground swimming
poolswith less than 24" water depth with a surface area of less than 250 squarefeet. All pools,
hot tubs and spas shall maintain the setbacks required by the Zoning Ordinance. All pools
require a permit from the City Health Department;

Roof covering replacement with like material; Replacement of 25% or less of the roof sheathing
with like material;

New aluminum, steel, fiber cement, hardboard, and vinyl exterior siding with no change to
existing openings,

Replacement of existing fencing, same height, material and location, except when enclosing
swimming pools, hot tubs or spas,

Retaining walls 18" or lessin height;

Non-dish radio or television antennae 12 feet or lessin height, mounted on the ground, not in the
front yard area, attached to, or on theroof of abuilding. Dish antennas 2 feet in diameter or less
installed on grade or on the roof, provided such antennae maintain the setbacks required by the
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Zoning Ordinance, and comply with Section 3108.6.1;

All repairs, including smoke or fire damage, termite, wind repairs, etc., to a building when the
codeofficia determinesthework isof aminor cosmetic nature and thereisno damage or change
to any part of thebuilding structure. A field inspectionisrequired to determine the nature of the
repair;

Resealing and/or restriping of an existing paved parking lot, provided the restriping done
matches the existing configuration and the number of spaces remain the same;

Tents smaller than 1000 square feet, or those used for private family events on the same lot as
the owner's residence.

Small statues on private property, erected on grade, not attached to or part of a building or
structure.

Normal backyard playground equipment including basketball goals and standards;
Foundations and floor slab repair such as patching/filling of crack of upto 1/4inchinwallsand
3/8inchindlabs, waterproofing, etc., including underpinning, provided thebuildingisotherwise
structurally sound and plumb;

Relining, repairing, patching an/or shotcreting existing swimming pool wallsor floors, provided
required minimum water depths under diving boards, if present, are maintained.

Ordinary and/or minor repairsto exterior cantilevered bal conies, stairways and fire escapes such
as patching or replacing small areas of treads, risers and platform surfaces, repairing and/or
replacing small areas of handrail and guardrail panels, etc. as long as it does not effect the
structural components of the exterior cantilevered balcony, stairway or fire escape.

105.2.1 Emer gency repairs. Where equipment replacements and repairs must be performed in
an emergency situation, the permit application shall be submitted within the next working
business day to the code official.

105.2.2 Repairs. Application or notice to the code official isnot required for ordinary repairs
to structures, replacement of lamps or the connection of approved portabl e €l ectrical equipment
to approved permanently installed receptacles. Such repairs shall not include the cutting away
of any wall, partition or portion thereof, the removal or cutting of any structural beam or load
bearing support, or the removal or change of any required means of egress, or rearrangement of
parts of astructure affecting the egress requirements; nor shall ordinary repairsinclude addition
to, alteration of , replacement or rel ocation of any standpi pe, fire suppression or detection system,
water supply, sewer, drainage, drain leader, gas, soil, waste, vent or similar piping, electric
wiring or mechanical or other work affecting public health or general safety.

105.2.3 Public service agencies. A permit shall not be required for the installation, ateration
or repair of generation, transmission, distribution, metering or other related equipment that is
under the ownership and control of public service agencies by established right.

105.2.4 Structural damage building repair. Repairs to buildings that are determined by the
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code officia to have sustained moderate or serious structural damage due to property
mai ntenance neglect, improper alterations, fire, earthquake, wind, flood or other natural disasters,
shall require abuilding permit with construction documents prepared, sealed, signed and dated
by a Missouri licensed design professional .

105.2.4.1 Condemned for occupancy or condemned for demoalition building repair.
Repairsto buildingsthat are determined by the code officia to be condemned for occupancy
or condemned for demolition shall require a building permit with construction documents
prepared, sealed, signed and dated by a Missouri licensed design professional.

105.2.5 Maintenance. All buildings, structuresor premises, and all partsthereof, both existing
and new, shall be maintained in asafe and sanitary condition. All service equipment, means of
egress, devices and safeguards which are required by this code in a building, structure or
premises, or which were required by a previous statute in abuilding or structure, when erected,
atered or repaired, shall be maintained in good working order.

105.2.6 Owner responsibility. The owner(s) or the owner's agent shall be responsible for the
safe and sanitary maintenance of the building, structure or premises and its means of egress
facilities at al times.

105.3 By whom application is made. Application for a permit shall be made by the owner or
lessee of the building or structure, or agent of either, or by the Missouri licensed design professional
employed in connection with the proposed work. Thefull names, addresses and tel ephone number
of the owner, lessee, and applicant shall be stated in the application. Every application should have
alocal contact person listed. Demolition and occupancy permit applications, when applied for by
anyone other than the owner of record, shall be accompanied by a notarized letter of authorization
or other documentation from the owner of record granting permission to apply.

105.3.1 Application for permit. To obtain apermit, the applicant shall first file an application

on aform furnished by the Department of Public Safety, Division of Building and Inspection for

that purpose. Such application shall:

1. Identify and describethework to be covered by the permit for which the application is made.

2. Describe the land on which the proposed work is to be done by legal description, street
address or similar description that will readily identify and definitely locate the proposed
building or work.

3. Indicate the use and occupancy for which the proposed work is intended.

4. Be accompanied by construction documents and other information as required by Section

106.

State the valuation of the proposed work.

Be signed by the applicant, or the applicant’ s authorized agent.

Give such other data and information as required by the code official.

No O

May 20, 2005
Page 15 of 77
Board Bill # 97 Sponsor: Alderman Kennedy



~NOoO o~ WNER

10
11
12
13
14
15
16
17
18
19

20
21
22
23
24
25

26
27
28
29
30

31
32
33

35
36
37

105.3.2 Action on application. The code official shall examine or cause to be examined
applications for permits and amendments thereto. If the application or the construction
documents do not conform to therequirementsof all pertinent laws, the code official shall reject
such application in writing, stating the reasonstherefore. If the code official is satisfied that the
proposed work conforms to the requirements of this code and all City of Saint Louis laws and
ordinances applicablethereto, the code officia shall issue apermit. The code official shall rely
upon other City agenciesto review for compliance with their ordinance requirements.

105.3.2.1 Substantially improved or substantially damaged existing buildingsin areas
prone to flooding. For applications for reconstruction, rehabilitation, addition, or other
improvement of existing buildingsor structureslocatedin an areaproneto flooding, thecode
officia shall examine or causeto be examined the construction documentsand shall prepare
afinding with regard to the value of the proposed work. For buildings that have sustained
damage of any origin, the value of the proposed work shall include the cost to repair the
building or structure to its predamage condition. If the code officia finds that the value of
the proposed work equals or exceeds 50 percent of the market value of the building or
structure before the damage has occurred or the improvement is started, the finding shall be
provided to the board of appeals for a determination of substantial improvement or
substantial damage. Applications determined by the board of appeals to constitute
substantial improvement or substantial damage shall meet the requirements of this code.

105.3.2 Time limitation of application. An application for a permit for any proposed work
shall be deemed to have been abandoned six months after date of filing, unless such application
has been pursued in good faith or a permit has been issued; except that the code officia is
authorized to grant one or more extensions of time for additional periods not exceeding ninety
days each if the code official deems that there is reasonable cause and if a written request is
received from the applicant for the extension prior to the expiration date.

105.3.4 Action on application for permit to use explosives. When it is deemed proper, safe
and advisable, the code official shall, upon receipt of application, issue permits for the use of
explosivesfor blasting in connectionwith demolition, excavation, construction or other building
operations. Without such permit, the use of explosives for the above-mentioned purposes is
hereby prohibited. Additiona permits shall be required under the Fire Prevention Code.

105.4 Validity of permit. Theissuance or granting of apermit shall not be construed to be apermit
for, or an approval of, any violation of any of the provisions of this code or of any other ordinance
of the City of Saint Louis. Permits presuming to give authority to violate or cancel the provisions
of this code or other ordinances shall not be valid. Theissuance of apermit based on construction
documents and other data shall not prevent the code official from requiring the correction of errors
in the construction documents and other data. The code official is also authorized to prevent
occupancy or use of astructurewherein violation of this code or any other ordinance of the City of
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105.5 Expiration. Permits shall be issued for a period of six months unless noted otherwise.
Permitsshall be permitted to be extended for additional six month periodsif work isprogressing and
a written request from the owner for the extension is received by the code official prior to the
expiration of each permit. Any permit issued shall become invalid if the authorized work is not
commenced within six months after issuance of the permit, or if the authorized work is suspended
or abandoned for aperiod of six months after thetime of commencing thework; except that the code
officia shall be permitted to grant one or more extensions of time for additional periods not
exceeding six months each if the code officia deemsthat there is reasonable cause, and if awritten
request isreceived from the owner for the extension prior to the expiration date. No permit shall be
extended if, after six months from issuance of said permit, no work has begun and the Board of
Aldermen has passed an ordinance that would make all or part of the work thereon illegal or
unlawful.
Exception: Permitsfor demolition of buildingsor structuresor repair of buildingsor structures
condemned in accordance with either Section 118 or Section 119 of the International Building
Code, and other work specifically identified by the code officia, whenin the best interests of the
public, shall becomeinvalid after thirty days unless otherwise approved. The code official shall
be permitted to grant one or more extensions of time for additional periods not exceeding thirty
days each after receiving awritten request from the owner explaining the reasons for failing to
commence or for suspending work.

105.6 Suspension or revocation. The code official is authorized to suspend or revoke a permit
issued under the provisions of this code whenever the permit is issued in error or on the basis of
incorrect, inaccurate, or incompleteinformation, or inviolation of any ordinanceor regulation or any
of the provisions of this code.

105.6.1 Revocation of permits. The code official shall be permitted to revoke a permit or
approva issued under the provisions of this code in case of any false statement or
mi srepresentation of fact inthe application or on the constructi on documentsonwhich the permit
or approval was based. The code official shall be permitted to revoke or suspend a permit upon
discovery of substantial non-compliancewiththiscodeor any applicablecity ordinance. Permits
shall be revoked for non-payment of fees.

105.6.2 Revocation of permitsfor repeat offenders. Thecodeofficial shall revokeany permit
or certificate associated with abuilding, structure or premises when an owner(s) isconvicted by
acourt of competent jurisdiction twice within atwelve month period of being in violation of the
same code provision on the same building, structure or premises.

105.7 Placement of permit. A true copy of the building permit shall be kept on the site of
operations, open to inspection during the entire time of prosecution of the work and until the
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completion of the same.

105.8 Responsibility. It shall be the duty of every person who performs work for the installation
or repair of building, structure, electrical, gas, mechanica or plumbing systems, for which thiscode
is applicable, to comply with this code.

105.9 Noticeof start. At least twenty-four hours notice of start of work under a building permit
shall be given to the code official.

105.10 Compliance with permit. All work shall conform to the approved application and the
approved construction documents for which the permit has been issued and any approved
amendments to the approved application or the approved construction documents.

SECTION 106
CONSTRUCTION DOCUMENTS

106.1 Construction documents. The application for the permit shall be accompanied by at |east
five complete setsof construction drawings, two sets of project specifications, two sets of structural
calculations, two sets of the geotechnical (soils) report and one set of site or building photographs,
with sufficient clarity and detailed dimensions to show the nature and character of the work to be
performed. The minimum size of any sheet shall be 8¥2" x II" and the maximum size of any sheet
shall be 36" x 48". When quality of materials is essential for conformity to this code, specific
information shall be given to establish such quality and this code shall not be cited, or the term
"legal” or its equivalent be used as a substitute for specific information. Construction documents
containing the words "not for construction”, "preliminary”, "review set", or their equivalent, shall
not be accepted for application. Construction documents marked with contractors "take-off"
notations shall not be accepted for application.

All construction documents submitted with an application for abuilding permit shall be prepared
by aMissouri licensed design professional asrequired by Chapter 327 of the Revised Statutes of the
State of Missouri. All construction documents shall bear an origina embossed or wet ink seal,
origina ink signature and the date the documents were sealed by the Missouri licensed design
professional for each discipline on the first sheet of each discipline within each set of construction
documents, or on the cover sheet of each set of construction documents.

In addition, all other sheets of the construction documents, other than project specifications or
calculations, shall bear the origina embossed, wet ink, electronic or mechanically reproduced seal,
signature and date of the Missouri licensed design professional. Any addenda or modifications
submitted for changes to the construction documents shall also bear the original embossed or wet
ink seal, original ink signature and date the documents were sealed.

All project specifications, calculations, reports or other documents not considered to be
construction drawings shall bear an original wet ink or embossed seal, original ink signature and the
date the documentswere signed by the Missouri licensed design professional for each disciplineon
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106.1.1 1 nfor mation on constr uction documents. Construction documentsshall bedrawn and
dimensioned upon suitable material. Construction documents shall be of sufficient clarity to
indicate the location, nature and extent of the work proposed and show in detail that it will
conform to the provisions of this code and relevant laws, ordinances, rules and regulations, as
determined by the code official.

106.1.1.1 Fireprotection and alarm construction drawings. Construction drawingsfor
the fire protection and alarm system(s) shall be submitted to show conformance with this
code and the construction documents and shall be approved prior to the start of system
instalation. Shop drawings shall contain all information as required by the referenced
installation standards in Chapter 9 of the International Building Code.

106.1.1.2 Manufacturer’s installation instructions. Manufacturer’s installation
instructions, as required by this code, shall be available on the job site a the time of
inspection.

106.1.2 Means of egress. The construction documents shall show in sufficient detail the
location, construction, size and character of all portions of the means of egressin compliance
with the provisions of thiscode. In other than occupanciesin Groups R-2, R-3, asapplicablein
Section 101.2, and I-1, the construction documents shall designate the number of occupantsto
be accommodated on every floor, and in all rooms and spaces.

106.1.3Information for construction in areaspronetoflooding. For buildingsand structures

in flood hazard areas as established by Table R301.2(1), construction documents shall include:

1. Delineation of flood hazard areas, floodway boundaries, and flood zones, and the design
flood elevation, as appropriate;

2. Theéevation of the proposed lowest floor, including basement; in areas of shallow flooding
(AO zones), the height of the proposed lowest floor, including basement, above the highest
adjacent grade;

3. Theelevation of thebottom of thelowest horizontal structural member in coastal high hazard
areas (V zone); and

4. If design flood elevations are not included on the community’ s Flood Insurance Rate Map
(FIRM), the code official and the applicant shall obtain and reasonably utilize any design
flood elevation and floodway data available from other sources.

106.1.4 Exterior wall envelope. Construction documents for all buildings shall describe the
exterior wall envelope in sufficient detail to determine compliance with this code. The
construction documentsshall provide detailsof the exterior wall envelope asrequired, including
flashing, intersectionswith dissimilar materials, corners, end details, control joints, intersections
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at roof, eaves, or parapets, means of drainage, water-resistive membrane, and details around
openings.

The construction drawings shall include manufacturing installation instructionsthat provide
supporting documentation that the proposed penetration and opening details described in the
construction documents maintain the weather resistance of the exterior wall envelope. The
supporting documentation shall fully describe the exterior wall system which wastested, where
applicable, aswell as the test procedure used.

106.2 Site plan. The construction documents submitted with the application for permit shall be
accompanied by a site plan showing to scale the size and location of new construction and existing
structuresonthesite, distancesfromlot lines, the established street grades and the proposed finished
grades, and, as applicable, flood hazard areas, floodways, and design flood el evations; and it shall
be drawn in accordance with an accurate boundary line survey. In the case of demolition, the site
plan shall show construction to be demolished and the location and size of existing structures and
construction that areto remain onthesiteor plot. Thecodeofficia isauthorized to waive or modify
the requirements for a site plan when the application for permit is for ateration or repair or when
otherwise warranted.

106.2.1 Changein siteplan. A lot shall not be changed, increased or diminished in areafrom
that shown ontheofficial siteplan, until arevised site planisresubmitted showing such changes
accompanied by proof that the documents have been filed in the Recorder of Deeds Office and
approved under the Zoning Code of the City of Saint Louis; except that such revised site plan
will not berequired if the changeis caused by reason of an official street or alley opening, street
widening or other public improvement.

106.3 Examination of documents. The code officia shall examine or cause to be examined the
construction documents for code compliance.

106.3.1 Approval of construction documents. The code official shall stamp three sets of
construction documents "APPROVED", and at least one set of such approved construction
documents shall be retained by the code official and one set shall be kept at the building site,
open to theinspection of the code officia or an authorized representative at all reasonabletimes.
If additional "APPROVED" sets are required by the applicant, acharge shall be made aslisted
in Table 108.3.1.

106.3.2 Previousapprovals. Thiscode shall not requirechangesinthe construction documents,
construction or designated occupancy of a building or structure for which a lawful permit has
been heretoforeissued or otherwise lawfully authorized, and the construction of which hasbeen
actively prosecuted in good faith within 180 days after the effective date of this ordinance and
has not been abandoned. When the codes adopted by the City of Saint Louis change from one
edition to another, the work shall be permitted to be completed under the codes in effect when
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the permit for said work was originally issued.

106.3.2.1 Codetranstion. Unless requirementsimposed by Federa law or State statute
have changed, permits applied for within six months of the effective date of this ordinance
shall be permitted to be reviewed and approved under the former building code if thereis
written evidence of a preliminary plan exam review of the project under the former code.
The cover sheet of the construction documents shall show under which codethe project was
designed.

106.3.3 Phased approval. The code official isauthorized to issue apermit for the construction
of foundations or any other part of abuilding or structure before the construction documentsfor
the whole building or structure have been submitted, provided that adequate information and
detailed statements have been filed complying with pertinent requirements of this code. The
holder of such permit for the foundation or other parts of a building or structure shall proceed
at the holder’ s own risk with the building operation and without assurance that a permit for the
entire structure will be granted.

106.3.4 Design professional in responsible charge.

106.3.4.1 General. When it is determined that documents be prepared by a Missouri
licensed design professional, the code officia shall be authorized to require the owner to
engage and designate on the building permit application a Missouri licensed design
professional who shall act astheMissouri licensed design professional inresponsiblecharge.
If the circumstances require, the owner shall designate a substitute Missouri licensed design
professional in responsible charge who shall perform the duties required of the origina
Missouri licensed design professional in responsible charge. The code official shall be
notified in writing by the owner if the Missouri licensed design professional in responsible
charge is changed or is unable to continue to perform the duties.

TheMissouri licensed design professional in responsible charge shall beresponsiblefor
reviewing and coordinating submittal documents prepared by others, including phased and
deferred submittal items, for compatibility with the design of the building.

Where structural observation is required by Section 1709 of the International Building
Code, the ingpection program shall name the individual or firms who are to perform
structural observation and describethe stagesof construction at which structural observation
isto occur. Seealso duties specified in Section 1704 of the International Building Code.

106.3.4.2 Deferred submittals. For the purposes of this section, deferred submittals are
defined as those portions of the design that are not submitted at the time of the application
and that are to be submitted to the code officia within a specified period.

Deferral of any submittal items shall have the prior approval of the code official. The
Missouri licensed design professional in responsible charge shall list the deferred submittals
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on the construction documents for review by the code official.

Submittal documents for deferred submittal items shall be submitted to the Missouri
licensed design professional in responsible charge who shall review them and forward them
to the code official with a notation indicating that the deferred submittal documents have
been reviewed and that they have been found to be in genera conformance with the design
of the building. The deferred submittal items shall not be installed until their design and
submittal documents have been approved by the code official.

106.3.4.3 Engineering details. The code official shall require to be filed adequate details
of structural, plumbing, mechanical and electrical work, including computations, loadings
and structural analysis, and other essential technical data. All construction documents shall
bear an original embossed or wet ink seal, origina ink signature and the date the documents
were sealed by the Missouri licensed design professional responsible for the design as
required by State Statute. Properly sealed, signed and dated cal culations shall be permitted
to be accepted by the code official as complying with the conditions of this code without the
need to verify the calculations or their engineering anaysis.

106.4 Amended construction documents. Work shall be installed in accordance with the
approved construction documents, and any changes made during construction that are not in
compliance with the approved construction documents shall be resubmitted for approval as an
amended set of construction documents.

SECTION 107
TEMPORARY AND SEASONAL STRUCTURESAND USES

107.1 General. The code officid is authorized to issue a permit for temporary structures and
temporary uses. Such permits shall be limited as to time of service, but shall not be permitted for
more than 180 days. The code officia is authorized to grant extensions for demonstrated cause.

107.2 Conformance. Temporary structures and uses shall conform to the structural strength, fire
safety, means of egress, accessibility, light, ventilation and sanitary requirements of this code as
necessary to insure the public health, safety and general welfare.

107.3 Temporary power. Thecode officia isauthorized to give permission to temporarily supply
and use power in part of an el ectricinstallation before such install ation has been fully completed and
the fina certificate of completion has been issued. The part covered by the temporary certificate
shall comply with the requirements specified for temporary lighting, heat or power in the City of
Saint Louis Electrical Code.

107.4 Termination of approval. The code officia is hereby authorized to terminate such permit
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for atemporary structure or use and to order the temporary structure or use to be discontinued.

SECTION 108
FEES

108.1 General. No permit, certificateor inspectionreport, asrequired by the provisionsof thiscode,
shall be released or issued until the fees listed in this section have been paid to the City of Saint
Louis, as collected by the code official or designated representative; nor shall an amendment to a
permit be released until the additional fees have been paid. In collecting said fees, the code official
isauthorized to accept personal checksaspayment; however, non-payment by said checking account
shall be considered as aviolation of this code and is cause for suspension or revocation of permits,
certificates or reportsissued or released for such persona check payment. If apermit is suspended
or revoked for non-payment of afee, or for insufficient funds, an additional twenty-fivedollarsshall
be collected to cover administrative costs.

108.1.1 Feesother than herein prescribed. The payment of feeslisted in thissection shall not
relieve the applicant or holder of any permit or any certificate of occupancy from the payment
of other fees which shall be prescribed by law or ordinance for water taps, sewer connections,
plumbing permits, mechanical permits, electrical permits, sprinkler permits, fire alarm permits,
erection of signs and display structures, or fees for inspections or other privileges or
requirements, both within and without the jurisdiction of the Division of Building and
Inspection.

108.1.2 City of Saint L ouis, Department of the President, Board of Public Serviceprojects.
Building permit fees shall bewaived for contractorsworking in facilitieslocated within the city
limits, owned and occupied by the City of Saint Louis. Only projects which are paid for by the
Department of the President, Board of Public Service out of general revenue funds and bid and
contract let by the Department of the President, Board of Public Service, and inspected by the
Department of the President, Board of Public Service shall be exempt from the payment of fees.
Thisshall not relievethe applicant from applying for and obtaining abuilding permit. Thesefive
requirements shall apply to building permits only. These requirements shall not apply to
Demoalition, Plumbing, Mechanical, Electrical and FireProtection Systemspermits. Demolition
permits, Plumbing permits, M echanical permits, Electrical permitsand Fire Protection Systems
permits shall be applied for and paid for by the appropriate contractor.

108.2 Schedule of permit fees. Feesfor permitsfor construction shall be as established asfollows:

108.2.1 Application fee. An application fee is an administrative charge made for processing
permit applicationsor preparing aCertificate of Flood Plain Statusor conductingaBuilding Line
Survey, and shall bethefeeaslisted in Table 108.3.1.
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108.2.2 Repairs, level I, 11 or 111 alterations and additions. The building permit fee for
repairs, aterations and additions will be based on the total estimated cost of construction, and
shall be charged at theratelisted in Table 108.3.1 for repairs, aterations and additions. For the
purpose of determining a fee, total construction costs shall include al costs for normal site
preparation including grading, excavation and backfill, structural work, interior and exterior
finishes, plumbingwork, mechanical work, electrical work, overhead and profit, engineering and
architectural fees. Thefollowing shall be permitted to beexcluded fromtotal construction costs:
the cost to install sprinkler, standpipe and fire alarm systems; or signs.

108.2.3 Miscellaneous structuresand sitework. The feefor apermit for, including but not
limited to, the construction of towers, retaining walls, floating structures, parking lots, fences,
awnings, etc. shall be based on the total estimated cost of the construction at the rate listed in
Table 108.3.1.

108.2.4 Moving of buildings. The fee for a permit to move a building or structure from one
lot to another, or to a new location on the same lot, shall be aslisted in Table 108.3.1. In the
event that abuilding or structure isto be moved from a point within the City of Saint Louis to
apoint outside the city, the fee for the moving permit shall be based on the total estimated cost
of restoration of the origina site to a safe and satisfactory condition plus that portion of the
moving cost which coversthejourney to the city limits. Intheevent that abuilding or structure
isto bemoved from the outside of the City of Saint Louisto apoint insidethe city limits, thefee
for the moving permit shall be based on the total estimated cost of the portion of the journey
from the city limits to the site of re-erection.

108.2.4.1 New foundations. Beforeany building or structureis moved to anew foundation,
it shall berequired, in addition to amoving permit, that a building permit be obtained for the
construction of said new foundation; the fee for the permit for said foundation shall be as
listed in accordancewith Table 108.3.1. Inaddition, all additional electrical, mechanical and
plumbing permits shall be obtained.

108.2.5 Explosives. The feefor a permit for the use of explosives for blasting in connection
with demolition, excavation, construction or other building operations, shall beaslistedin Table
108.3.1. When ablasting operation consists of aseriesof blastsat intervals of distance, such as
blasting atrench for theinstallation of utilities, and the extent of the blasting operations exceeds
two hundred and fifty feet in length, the fee for a permit shall be charged for the first two
hundred and fifty feet of the operation with an additional feefor each additional two hundred and
fifty feet or any part thereof. The fee for a permit for the use of explosives shall cover the
issuance of the permit and shall also cover pre-blasting survey inspection and post-blasting
survey inspection of al property within two hundred fifty feet of the blasting operation. In
addition, a separate permit shall be required under the Fire Prevention Code for the
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transportation, storage or use of explosives.

108.2.6 Amending permits. After apermit has been issued and an amendment is applied for,
the fee shall be as follows:

1. For eachand every amendment whichinvolvesadditional work not originally applied for
to complete the entire project, the fee shall be the appropriate fee for the additional work
contemplated as usually calculated, the fee for the special demoalition fund, lead
remediation fund plusthe application fee. Thesefeesshall beaslistedin Table 108.3.1.

2. For each and every amendment not involving additional work, aminimum fee as listed
in Table 108.3.1 shall apply even though the project dollar value or building volume
should remain the same or decrease. To this shall be added the application fee.

108.2.7 Special demoalition fund. There shall be an additional fee charged on al building
permits based on the total estimated cost of construction, and shall be charged at the rate listed
in Table 108.3.1 for the special demoalition fund.

108.2.8 Lead remediation fund. There shall be an additional fee charged on all building
permits based on the total estimated cost of construction, and shall be charged at the rate listed
in Table 108.3.1 for the specia lead remediation fund.

108.2.9 Vacant buildingregistration fee. A semiannual registration fee of two hundred dollars
shall be charged to the owner of any parcel of residential property improved by a residential
structure, or commercial property improved by a structure containing multiple dwelling units,
which isvacant and has been vacant for at least six months, and which isviolation of this code.
Thisfeeislisted in Table 108.3.1.

108.2.10 Fee for duplicate copy. Any person requesting a copy of an building permit,
occupancy permit or certificate of inspection issued under this code, or the holder of any permit
for similar purposeissued by the code official under any previous code or ordinance, can obtain
aduplicate or re-issued copy of said permit for afee of one dollars per copy. Thisfeeislisted
in Table 108.3.1.

108.2.11 Feefor occupancy permit. Feesfor theissuance of an occupancy permit shall be as
listed in Table 108.3.1. There shall be no charge for the issuance of the original occupancy
permit upon completion of construction in accordance with the building permit for buildings
hereafter altered with construction costs exceeding thirty thousand dollars.

108.2.11.1 Feefor temporary or partial occupancy permit. The feefor atemporary or
partial occupancy permit shall be aslisted in Table 108.3.1.

108.2.12 Feefor changing the name on an occupancy permit. Any person requesting are-
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issuance of an occupancy permit issued under this code or under any previous code or ordinance
due to a change of name, can obtain are-issued copy of said permit for afee of five dollars per
copy. Thisfeeislisted in Table 108.3.1.

108.2.13 Feefor approving additional setsof construction documents. Any person requesting
additional sets of approved construction documents issued under this code or under any previous
code or ordinance shall be charged afee of one dollar per page. Thisfeeislistedin Table 108.3.1.

108.2.14 L ead inspection request. Any person requesting a lead inspection of any building shall
be charged the fee as listed in Table 108.3.1.

108.3 Feetables. Thecodeofficial shall causeto becollected all feesaslistedin Table108.3.1 and
elsawherein this code.

108.3.1 Fee schedule. Table 108.3.1 contains fees for permits for repairs and alterations,
additions, permitsfor miscellaneous structures, moving of building permits, permitsfor blasting
for demolition purposes, permits for blasting for construction purposes, addendums to permit,
the special demolition fund, lead remediation fund, special inspections and occupancy permits.

108.3.2 Building per mit valuations. The applicant for abuilding permit shall provide a total
estimated cost of construction for the project at the time of application. For the purpose of
determining fees, total construction costs shall include all costs for normal site preparation
including grading, excavation and backfill, structura work, interior and exterior finishes,
plumbing work, mechanical work and electrical work. The following shall be permitted to be
excluded from total construction costs: the cost to install sprinkler, standpipe and fire alarm
systems or signs.

If, in the opinion of the code officia, the valuation is underestimated on the application, the
permit shall be denied, unless the applicant can show detailed construction estimates for the
project to meet the approval of the code official. The code official shall be permitted to require
the submittal of signed and notarized construction contracts when the total estimated cost of
construction is questioned. Fina building permit valuation shall be set by the code official.

Final costs shall be determined by the code official, if necessary, by multiplying the total
floor area of the project in square feet by an appropriate square foot cost rate, or by using the
current ICC Building Vauation Data Report for New Construction, Additions, Alterations,
Repairs or Rehabilitation.
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Table 108.3.1

BUILDING PERMIT FEESFOR STRUCTURES; BLASTING AND INSPECTIONS FEES

Item Fee M inimum Section Remarks & Requirements
Fee
APPLICATION FEE; $25.00 108.2.1 An administrative charge made for
processi ng applications.
PERMIT FOR REPAIRS, 108.2.2 Includes Cultura Resources Only
LEVEL I, 11 ORIl $5.00/$1000 of | $15.00 permits.
ALTERATIONS, AND estimated cost
ADDITIONS or fraction
thereof
MISCELLANEOUS 108.2.3 For all structures, devices,
STRUCTURES PERMIT - $5.00/$1000 of | $15.00 appurtenances and equipment
Structures such as towers, estimated cost requiring permits & not otherwise
retaining walls, floating or fraction provided for by this code.
structures, parking lots, outdoor thereof
pay telephone, fences, awnings,
etc.
MOVING OF BUILDING 108.2.4 Estimated cost of moving buildingto
PERMIT $1.00/$100 of | $15.00 new location plus cost of restoring
Within City Limits estimated cost previous sSite to a safe condition.
or fraction
thereof
To outside City Limits $1.00/$100 of | $15.00 Estimated cost of moving building to
estimated cost city limits plus cost of restoring
or fraction previous sSite to a safe condition.
thereof
From outside City Limitsto $1.00/$100 of | $15.00 Estimated cost of moving building
within City Limits estimated cost from City Limitsto a new site.
or fraction
thereof
Foundation for building $5.00/$1000 of | $15.00 108.2.4.1
estimated cost
or fraction
thereof
EXPLOSIVES PERMIT $5.00/250 $100.00 108.2.5 For construction, excavationor other
Blasting permit for trenching lineal feet or building operation.
fraction thereof
Blasting for Demolition $100.00 $100.00 108.2.5 Includes pre and post blast survey,

per building/per blast.
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Table 108.3.1

BUILDING PERMIT FEESFOR STRUCTURES; BLASTING AND INSPECTIONS FEES

Item Fee M inimum Section Remarks & Requirements
Fee
ADDENDUM TO PERMIT 108.2.6
Amendment which involves $5.00/$1000 of | $25.00
additional dollarsin project estimated
cost. increased cost
or fraction
thereof
Amendment which involves $25.00 $25.00
decrease or noincreasein
project cost.
SPECIAL DEMOLITION $2.00/$1,000 108.2.7 Special fund approved by the voters.
FUND of estimated
cost or fraction
thereof
LEAD REMEDIATION $2.00/$1,000 108.2.8 Specia fund approved by Ordinance
FUND of estimated 64699.
cost or fraction
thereof
VACANT BUILDING $200.00 Semi- 108.2.9 Special fee established by
REGISTRATION FEE annualy Ordinance 64678.
DUPLICATE COPY OF 108.2.10
BUILDING PERMIT, $ 1.00 per copy
OCCUPANCY PERMIT OR
CERTIFICATE OF
INSPECTION
APPLICANT REQUEST FOR 108.2.11 Special Inspection fees for
OCCUPANCY PERMIT 108.2.11.1 | occupancy permits. This fee is aso
Residential. $80.00 applicable to partial or temporary
occupancy permits.
$20.00/each When units are inspected on the
additional unit same site ingpection.
in same
structure
Commercial 3,500 sq. ft. or less. | $80.00
Commercial over 3,500 sq. ft. $160.00
RE-ISSUANCE OF $ 5.00 per copy 108.2.12

OCCUPANCY PERMIT DUE
TO NAME CHANGE
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Table 108.3.1
BUILDING PERMIT FEES FOR STRUCTURES; BLASTING AND INSPECTIONSFEES

Item Fee M inimum Section Remarks & Requirements
Fee
COST FOR APPROVING 108.2.13
ADDITIONAL SETSOF $1.00 per page
CONSTRUCTION
DOCUMENTS
APPLICANT REQUEST FOR $100.00 108.2.14
LEAD INSPECTION

108.4 Work started surcharge fees schedule. In case any work for which a building permit is
required by this code is substantially started or proceeded with prior to obtaining said permit, the
total normal fees applicable shall be increased by the amount aslisted in Table 108.4. The payment
of said surchargefeeshall not relieve any personsfrom fully complying with therequirementsof this
code for performance or execution of the work, nor from other penalties prescribed by law.

Table 108.4
SCHEDULE FOR SURCHARGE
BUILDING PERMIT FEES

Building Permit fee Surcharge fee
$ 0TO$ 50 $ 30.00
$ 51TO$ 200 $ 90.00
$201TO$ 500 $240.00
$ 501 TO $ 2,000 $360.00
$2,001 TO $ 10,000 $480.00
OVER $ 10,000 $ 600.00

108.5 Related fees. The payment of feesfor the construction, alteration, removal or demolition for
work done in connection with or concurrently with the work authorized by a building permit shall
not relieve the applicant or holder of the permit from the payment of other fees that are prescribed
by law.

108.6 Feesnon-refundable. Thefeefor apermit based upon an estimated cost that is higher than
May 20, 2005
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later claimed by the applicant shall not be abasisfor refund. When construction does not occur, or
only partially occurs, fees collected are not refundable.

108.7 Feeswaived for disaster related permits. Inthe event of atornado, earthquake, flood, or
any other disaster of such magnitude to activate the City Emergency Management Agency, the
Building Commissioner isauthorized to waive all permit feesnormally collected by the Division of
Building and Inspection for repairs, reconstruction, demolition, plumbing, mechanical or electrical
work, or any other similar permits required by this Division to correct the damage caused by the
heretofore mentioned disaster. These permit fees shall be permitted to be waived for a period not
to exceed six months, or as otherwise determined by the Building Commissioner.

108.8 Compliance with permit. All work shall conform to the approved application and the
approved construction documentsfor which the permit hasbeen issued and any approved addendum
to the approved application or the approved construction documents.

SECTION 109
INSPECTIONS

109.1 General. Construction or work for which a permit isrequired shall be subject to inspection
by the codeofficial and such construction or work shall remain accessible and exposed for inspection
purposes until approved. Approval as a result of an ingpection shall not be construed to be an
approval of aviolation of the provisions of this code or of other ordinances of the City of Saint
Louis. Inspections presuming to give authority to violate or cancel the provisions of this code or of
other ordinances shall not be valid. It shall be the duty of the permit applicant to cause the work to
remain accessi bleand exposed for inspection purposes. Neither the codeofficial not the City of saint
Louis shall be liable for expenses entailed in the removal or replacement of any material required
to allow inspection.

109.2 Preliminary inspection. Beforeissuing apermit, the code official isauthorized to examine
or cause to be examined buildings, structures and sites for which an application has been filed.

109.2.1 Noticeto begin work. It shal bethe responsibility of the holder of a permit to notify
the code official when work is ready for the various inspections required by the terms of the
permit or the approved rules. Such notice shall be given within a reasonable time before the
inspectionisdesired, but in no event shall the notice belessthan theworking day before. Notice
given on aFriday or on aday prior to alegal holiday shall not constitute notice for inspection on
a Saturday, Sunday or holiday, unless arrangements have been made under approved rules for
overtime inspection on such days. Before giving such notice the holder of the permit shall first
test thework and sati sfy themsel vesthat it conformsto the approved construction documentsand
the requirements of this code.
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109.3 Required inspections. The code official, upon notification, shall make the inspections set
forth in Sections 109.3.1 through 109.3.11. No work shall be done on any part of the building or
structure beyond the point indicated in each successive inspection without first obtaining the
approval of the code official or authorized representative. Approval shal be given only after an
inspection has been requested and made of each successive step in the construction phase and all
code requirements or corrections are completed, as indicated by each of the inspections required.
There shall be a final inspection and approval of al buildings completed before occupancy, as
described in Section 110 of this code. Failure to obtain afina inspection before occupancy will
constitute a violation of the building code, subject to the penalties as set forth in Section Four.
Reinforcing steel or structural framework of any part of abuilding or structure shall not be covered
or concealed in any manner without first obtaining the approval of the code official. The code
official, upon notification from a permit holder or agent, in accordance with the rules of procedure
listed on the permit and posted in the office of the code official, shall make the following
inspections, and shall either approvethat section or portion of the construction ascompl eted, or shall
notify the permit holder or agent that they have failed to comply with the law.

109.3.1 Footing or foundation inspection. Footing and foundation inspections shall be made
after excavation for footings are complete and any required reinforcing steel isin place. For
concrete foundations, any required forms shall bein place prior to inspection. Materialsfor the
foundation shall be on thejob, except where concreteis ready mixed in accordancewith ASTM
C 94, the concrete need not be on the job. The owner is solely responsible for the correct
location of the foundation on the site.

109.3.1.1 Sail inspection. A soil inspection isto be made after excavation for the building
or structure is complete and trenches for footings, column pads, spread footings, or other
types of footings areready for concrete. No concreteisto bepoured prior to thisinspection.

109.3.1.2 Pier inspection. Where special foundations are required such as drilled and
poured-in-place concrete piers, driven piles of al types, caissons, and other extraordinary
types, the code official shall make at least one inspection and more if the size of the job
warrants it.

109.3.2 Concrete slab or under-floor inspection. Concrete slab and under-floor inspections
shall be made after in-dlab or under-floor reinforcing steel and building service equipment,
conduit, piping accessories and other ancillary equipment items are in place, but before any
concreteis placed or floor sheathing installed, including the subfloor.

109.3.3 Lowest floor elevation. In flood hazard areas, upon placement of the lowest floor,
including basement, and prior to further vertical construction, the elevation certificate required
in Section 1612.5 shall be submitted to the code official.
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109.3.4 Frameinspection. Framing inspections shall be made after the roof deck or sheathing,
al framing, fire blocking and bracing arein place and pipes, chimneysand ventsto be concealed
are complete and the rough electrical, plumbing, heating wires, pipes and ducts are approved

109.3.5 Lath or gypsum board inspection. Lath and gypsum board inspections shall be made
after lathing and gypsum board, interior and exterior, isin place, but beforeany plaster isapplied
or before gypsum board joints and fasteners are taped and finished.

Exception: Gypsum board that is not part of afire resistive assembly or a shear assembly.

109.3.5.1 Coveringwork. It shall be aviolation of this code to cover prior to inspection
any work required to be inspected under the provisions of a permit, the approved rules, or
thiscode, regardless of any penaltiesfor such violation. The code official shall be permitted
to require the holder of the permit to uncover any such work for inspection, and the cost of
uncovering such work and of replacing the cover after the work has been satisfactorily
inspected, shall be borne by the holder of the permit.

109.3.6 Fire-resistant penetrations. Protection of joints and penetrations in fire-resistance-
rated assemblies shall not be concealed from view until inspected and approved.

109.3.7 Ener gy efficiency inspections. Inspectionsshall be madeto determinecompliancewith
Chapter 13 and shall include, but not be limited to, inspections for: envelope insulation R and
U value, fenestration U value, duct system R value, and HVAC and water heating equipment
efficiency.

109.3.8 Other inspections. In addition to the inspections specified above, the code official is
authorized to make or require other inspectionsof any constructionwork to ascertain compliance
with the provisions of this code and other laws that are enforced by the Department of Public
Safety, Division of Building And Inspection.

109.3.8.1 Approved inspection agencies. The code official shall accept reports of
approved inspection agencies provided such agencies satisfy the requirements as to
qualifications and reliability.

109.3.8.2 Plant inspection. Where required by the provisions of this code or by the
approved rules, materials or assemblies shall be inspected at the point of manufacture or
fabrication.

109.3.8.3 Evaluation and follow-up services. Prior to the approva of a closed
prefabricated assembly and issuance of a building permit, the code officia shall requirethe
submittal of an evaluation report of each prefabricated assembly, indicating the complete
detailsof theassembly, including adescription of theassembly and itscomponents, thebasis
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upon which the assembly is being evaluated, test results and similar information, and other
data as necessary for the code official to determine conformance with thiscode. Acceptable
reports shall be permitted to come from: The State of Missouri Public Service Commission
or ICC Evauation Services.

109.3.8.3.1 Evaluation service. Thecodeofficia shall designatethe evaluation service
of an approved agency as the evaluation agency, and review such agency's evauation
report for adequacy and conformance to this code.

109.3.8.3.2 Follow-up inspection. Except where al assemblies and subassemblies,
service equipment and accessories are readily accessible for complete inspection at the
sitewithout disassembly or dismantling, the code official shall conduct the frequency of
in-plant inspections as necessary to reasonably assure conformance to the approved
evaluation report, or shall designate an approved independent inspection agency to
conduct such inspections. Theinspection agency shall furnish the code official with the
follow-up inspection manual and a written report of inspections upon request, and the
product shall haveanidentifying label permanently affixed to the product indicating that
factory inspections have been performed.

109.3.8.3.3 Test and inspection records. All required testsandinspectionrecordsshall
be accessible to the code official or quality assurance agency at all times during the
fabrication of the unit or subassembly and the erection of the building; or such records
as the code official designates shall be filed with the code official.

109.3.8.3.4 Inspection reports. All inspection reports shall bein writing and shall be
certified by the licensed authority, or responsible officer of the service, or theindividual
when expert inspection servicesareaccepted. Anidentifyinglabel or stamp permanently
fixed to the product indicating that factory inspection has been made shall be accepted
in lieu of the aforesaid inspection report in writing if the intent or meaning of such
identifying label or stamp is properly substantiated.

109.3.9 Special Inspections. For specia inspections, see Section 1704 of the International
Building Code.

109.3.10 Final ingpection. The final inspection shall be made after al work required by the
building permit is completed.

Upon completion of the building or structure, and before i ssuance of the occupancy permit
as required in Section 110, a final inspection shall be made. All violations of the approved
construction documents and permit shall be noted and the holder of the permit shall be notified
of the discrepancies. The code official shall be permitted to issue a temporary or partial
occupancy permit for aspecific period of time. Failureto comply with the conditions shall cause
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revocation of the permit.

109.3.11 Blast survey inspections. When apermit isissued for the use of explosives, the code
official shall cause to be conducted two survey inspections of al buildings within two hundred
fifty feet of the blasting, and athird inspection to be made after the blasting. These inspections
shall indicate any settlement, cracks or other deterioration; additional or supplemental detailed
survey work shall be permitted to be required by the code official. Such inspections or survey
work, asrequired by the code official, must be conducted by a private individual or individuals
technically competent to do such work and acceptableto the code official. Such private surveys
shall be conducted at the expense of the permit applicant. Theadditional or supplemental survey
work shall be permitted to be accepted by the code officia in lieu of the pre-blast or post-blast
survey if the survey(s) hasincluded al areaswithin two hundred fifty feet of the blasting siteand
contains the details required herein.

109.4 I nspection agencies. Thecode official isauthorized to accept reports of approved inspection
agencies, provided such agencies satisfy the requirements as to qualifications and reliability.

109.5 Inspection requests. It shal be the duty of the holder of the building permit or their duly
authorized agent to notify the code official when work isready for inspection. It shall be the duty
of the permit holder to provide access to and means for inspection of such work for any inspections
that are required by this code.

109.5.1 Action on notice. Upon receipt of notice that work is ready for inspection, the code
officia shall inspect, or cause to be inspected, the work as soon as reasonably practicable.
However, failure of the code official to make a prompt inspection shall not be deemed
justification for covering work without inspection when such work is required under the terms
of the permit to be inspected before being covered.

109.6 Approval required. Work shall not be done beyond the point indicated in each successive
inspection without first obtaining the approval of the code official. The code official, upon
notification, shall make the requested inspections and shall either indicate the portion of the
construction that is satisfactory as completed, or shall notify the permit holder or an agent of the
permit holder wherein the same fails to comply with this code. Any portions that do not comply
shall be corrected and such portion shall not be covered or concealed until authorized by the code
official.

109.7 Periodicinspections. Thecodeofficial shall, if deemed necessary, make or causeto be made
such periodic inspections of buildings, structures, devices, appurtenances, and uses as are required
by and in the intervas prescribed by Table 109.7. In order to provide a uniform workload
throughout the year, the code officia shall be permitted to ater the intervals between periodic
inspections as required to meet staffing levels.
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Exterior cantilevered bal conies, stairways and fire escapes shall be inspected every three years
by a Missouri licensed design professional. The owner shall submit a report bearing the seal,
signature and date of a Missouri licensed professional engineer or architect to the code officid
describing theconditionand safety of theexterior cantilevered bal conies, stairways, and fire escapes.
This shall apply to all exterior cantilevered balconies, stairways, and fire escapes on al buildings
regardless of stories or height.

TABLE 109.7
PERIODIC INSPECTION OF STRUCTURES, DEVICES AND USES
Period
Item between inspections

Cornices, Entablatures, Belt Courses, Trim and Similar Decorative Features; 3years

Maintenancerepair and safe condition thereof (for suchitemsprojecting fromtheface

of buildings). See Note a

Exterior Cantilevered Balconies, Stairways and Fire Escapes. See note b. 3year

Notea. Appliesto all buildingsover 5 stories or 60 feet in height. Owners to submit report bearing the Seal of a Missouri licensed
Professional Engineer or Architect to the code official every three yearsdescribing the condition and safety of cornices, entablatures,
belt courses, etc. The code official shall waive inspection if feature does not encroach over City of Saint Louis sidewalk, street or

aley.
Noteb. Owners shall submit areport bearing the seal, signature and date of a Missouri licensed professional engineer or architect
tothe code official every threeyearsdescribing the condition and safety of exterior cantilevered bal conies, stairwaysand fire escapes.

109.7.1 Professional inspection. The code officia shall require owners to supply inspection
reports by Missouri licensed design professionals for any building, structure, appurtenance, or
device when, in the code official's opinion, it is necessary to insure proper public safety, health
and welfare.

109.8 Right of entry. The code official shall havethe authority to enter at any reasonable hour any
building, structure or premisesin the City of Saint Louisfor which apermit has been issued but has
not received acertificate of occupancy in accordance with Section 110 to enforce the provisions of
this code or any other code or ordinance of the City of Saint Louis. No person shall accompany a
code official onto a premises in the performance of their duty unless otherwise invited onto said
premises by the owner or the owner's representative.

For all other structures or premises, when the code official has reasonable cause to believe that
acodeviolation exists, the code official is authorized to enter the building, structure or premises at
reasonable times to inspect subject to constitutional restrictions on unreasonable searches and
seizures. If entry isrefused or not obtained, the code official is authorized to pursue recourse as
provided by law.
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109.9 Jurisdictional cooper ation. Theassistanceand cooperation of thePolice, Fire, Streets, Parks
and Health Departments, and all other city officias, shall beavailableasrequired in the performance
of the duties of the code official.

109.10 Parking. Division of Building and Inspection employees, when on official duty, shall be
allowed to park, without payment of fees, at any parking meter or contrary to posted NO PARKING
ZONES. Innoevent will parking beallowed infront of fireplugs, mail boxes, bus stops, wheelchair
ramps, nor within disabled parking spaces unless vehicle displays a permanent Missouri placard or
license plate for the disabled.

109.10.1 Placards. Eachauthorizedindividual shall display one placard, approved by the code
officia, in either the front or rear window of private or city vehicles, to indicate that the
individual is on officia city business and is exempt from parking fees, citations, and parking
tickets, in accordance with Section 109.10, during norma working hours. The Building
Commissioner shall not issue such placards to any person not on the Division of Building and
Inspection payroll. The Building Commissioner shall have the authority to request cancellation
of parking tickets issued contrary to this ordinance.

SECTION 110
CERTIFICATE OF OCCUPANCY

110.1 Use and occupancy. No building, structure or premises shall be used or occupied, and no
change in the existing occupancy classification of a building, structure, premise or portion thereof
shall be made until the code official has issued an occupancy permit therefore as provided herein.
Issuance of an occupancy permit shall not be construed as an approval of a violation of the
provisions of this code or of other ordinances of the jurisdiction. Failure to have an occupancy
permit approved and issued by the code official isaviolation, and both the occupant and owner shall
be subject to a penalty, as set forth in Section Four. Each day that a violation continues shall
constitute a separate offense.

110.1.1 Posting notice. It shall bethe duty of the code official to post anotice on any building,
structure or portion thereof when it is found that an occupancy permit is required before any
occupancy shall be permitted to occur. This notice shall remain in plain sight and removal of
same shall constitute a separate offense and shall be subject to a penalty as set forth in Section
Four.

110.2 Temporary or partial occupancy permits. Upon the request of an owner or an owner's
representative, atemporary or partial occupancy permit shall be permitted to beissued for abuilding,
structureor premises, provided that no conditionsexist which endanger life, public safety or welfare.
Temporary or partial occupancy permits shall be permitted to be subject to conditions.

May 20, 2005
Page 36 of 77
Board Bill # 97 Sponsor: Alderman Kennedy



~NOoO o~ WNER

10
11
12
13
14
15

16
17
18
19
20
21
22
23
24

25
26
27
28
29
30
31
32

33
35

36
37

110.3 Certificateof substantial completion. Upontherequest of thedesign professional of record,
the code officia shall be permitted to issue a Certificate of Substantial Completion for a building,
structure or premises before the entire work covered by the building permit has been completed,
provided there are no conditions existing which would endanger public safety, health or welfare.
Certificatesof Substantial Compl etion shall be permitted to be subject to conditions. The owner can
occupy or utilizethe work or designated portion thereof for the usefor whichit isintended provided
apartial occupancy permit has been applied for and issued by the code official.

110.4 Contents of the occupancy permit. When a building, structure or premises is entitled
thereto, the code officia shall issue an occupancy permit within a reasonable period of time. The
occupancy permit shall certify compliancewith the provisionsof thiscode and the purposefor which
the building, structure or premiseswill be used. The occupancy permit shall specify the use group
in accordance with the provisions of Chapter 3; thetype of construction as defined in Chapter 6; and
any specia stipulations and conditions of the building permit. Any building, structure or premises
for which an occupancy permit has been issued shall be permitted to be reinspected to confirm
compliance with this code and the Zoning Ordinance.

110.5 By whom application ismade. An application for an occupancy permit shall be made by
the owner of record of the building, structure or premises. If an occupancy permit application is
made by any person other than the owner of record, a notarized letter, or some other proof, must be
presented granting permission from the owner of record to the applicant to apply for the occupancy
permit for the stated use. Thefull names, addresses and tel ephone numbers of the owner, lessor and
applicant shall be stated. If the building isowned by acorporation, said notarized permission letter,
or other proof, shall be signed by an officer or registered agent of that corporation. If the applicant
for the occupancy permit is a corporation, an officer, registered agent, or other responsible person
of that corporation shall sign the application stating their position with said corporation.

110.6 Posting of occupancy permit; responsibilities. It shall be the duty or responsibility of the
operator of every businessto display a copy of alegally issued occupancy permit pertaining to the
actual businessin effect on the premises. It shall be the duty of the Saint Louis Police Department
to enforce the provisions of this section. When the code officid is informed of or suspects any
violation of this code, it shall be the duty of the holder of an occupancy permit to alow the code
officia toinspect thebuilding, structureor premises, or any portionthereof. Violation of thissection
shall result in revocation of said occupancy permit, and shall be subject to penalties as set forth in
Section Four.

110.7 Occupancy permit application abandonment. Occupancy permit applications shall be
abandoned sixty days after initial application if, in the opinion of the code official, the occupancy
permit has not been diligently pursued.
Exception: Those buildings acquired from Land Reutilization Authority, in which case said
occupancy permit applications shall be abandoned one hundred eighty days after initia
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110.8 Revocation. The code official isauthorized to, in writing, suspend or revoke an occupancy
permit or certificate of substantial completion issued under the provisions of this code whenever the
permitisissuedin error, or on the basis of incorrect information supplied, or whereit is determined
that the building or structure or portion thereof isin violation of any ordinance or regulation or any
of the provisions of this code.

SECTION 111
SERVICE UTILITIES

111.1 Connection of service utilities. No person shall make connections from a utility, source of
energy, fuel or power to any building or system that is regulated by this code for which apermit is
required, until approved by the code official.

111.2 Temporary connection. The code official shall havethe authority to authorize the temporary
connection of the building or system to the utility source of energy, fuel or power.

111.3 Authority to disconnect service utilities. The code official shall have the authority to
authorize disconnection of utility serviceto the building, structure or system regulated by this code
and the codes referenced in case of emergency where necessary to eliminate an immediate hazard
tolifeor property. The code official shall notify the serving utility, and wherever possible the owner
and occupant of the building, structure or service system of the decision to disconnect prior to taking
such action. If not notified prior to disconnecting, the owner or occupant of the building, structure
or service system shall be notified in writing, as soon as practical thereafter.

SECTION 112
BOARD OF BUILDING APPEALS

112.1 General. Any person aggrieved by adecision of the code official may appeal said decisionto
the Board of Building Appeals.

112.2 Appealsto stay proceedings; exceptions. Appealsshall stay all proceedingsin furtherance
of the action appealed from, unless the code official or Fire Marshal whichever shall be the case,
certifiesto the Board of Building Appeals, after the notice of appeal has been filed, that by reason
of the facts stated in the certificate, a stay would, in their opinion, cause imminent peril to life or
property. In addition, appeals shall not stay all proceedings when thereis. unlawful occupancy; a
stop work order; or construction or demolition without apermit. In such case, proceedings shall not
be stayed other than by restraining order, which shall be permitted to be granted by the Board of
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Building Appeas on application and on notice to the code officia or Fire Marshal, or by a court of
competent jurisdiction.

SECTION 113
VIOLATIONS

113.1 Unlawful acts. It shall be unlawful for any person, firm or corporation to gradefor, excavate
for, erect, construct, ater, extend, repair, move, remove, demolish, use or occupy any building,
structure or premises, or equipment regulated by this code, or cause same to be done, in conflict
with, or in violation of the provisions of this code or any decision or order of the Board of Building
Appedls.

113.2 Noticeof violation. The code official isauthorized to serve anotice of violation or order on
theowner, asshownintherecordsof the City of Saint LouisAssessor's Office, or personresponsible
for the grading, excavating, erection, construction, alteration, extension, repair, moving, removal,
demoalition, use or occupancy of a building, structure or premises in violation of the provisions of
thiscode, or inviolation of adetall statement or construction documents approved thereunder, or in
violation of apermit or certificate issued under the provisions of thiscode. Such order shall direct
the discontinuance of theillegal action or condition and the abatement of theviolation. Such notice
shall be permitted to be served by the United States mail. Posting of the premises shall aso
constitute notice. It shall be a violation of this code for any person to remove any such notice,
lawfully posted pursuant to this code, unless otherwise ordered by the code official.

113.2.1 Investigation of records. Upon the receipt of awritten request from the owner of the
property, or the real estate agent for the property, or the attorney, architect or engineer
representing the owner of the property, the permit section supervisor shal ask the various
building division sections for copies of any existing violation letters concerning the property.
If the request is not on the owner'sletterhead, a notarized authorization from the owner must be
submitted.

The response | etter written by the permit section supervisor shall list any known violations
and must contain the following statement: "This letter does not certify that there are no actual
existing violations of the ordinances for which the Division of Building and Inspection is
responsible. To determine if there are any violations of any ordinances, an application for an
occupancy permit must befiledinaccordancewith Section 110.5 of thiscode and the subsequent
inspectionscompleted. Thisletter doescertify thereareno existing letters of violation on record
other than those attached herein. Therewill be atwenty-five dollar fee charged for this service.
Five working days will be alowed to respond to this request.”

113.3 Prosecution of violation. If the notice of violation is not complied with promptly, the code
officia is authorized to request the legal counsel of the City of Saint Louis to institute the
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appropriate proceeding at law or in equity to restrain, correct or abate such violation, or to require
the removal or termination of the unlawful occupancy of the building, structure or premises in
violation of the provisions of this code or of the order or direction made pursuant thereto.

113.4 Violation penalties. Any person who violates aprovision of thiscode or failsto comply with
any of the requirements thereof or who erects, constructs, altersor repairs abuilding or structurein
violation of the approved construction documents or directive of the code official, or of apermit or
certificate issued under the provisions of this code, shall be subject to penalties as prescribed in
Section Four.

113.5 Abatement of violation. The imposition of penalties as set forth in Section Four shall not
preclude the legal officer of the City of Saint Louis from instituting appropriate action to prevent
unlawful construction or to restrain, correct or abate aviolation, or to prevent illega occupancy of
abuilding, structure or premises, or to stop an illegal act, conduct business or use of a building or
structure on or about any premises.

SECTION 114
STOP WORK ORDER

114.1 Authority. Whenever the codeofficial findsany work regulated by thiscodebeing performed
in a manner contrary to the provisions of this code or in a dangerous or unsafe manner, the code
officia is authorized to issue a stop work order.

114.2 Issuance. Thework order shall bein writing and shall be given to the owner of the property
involved, or to the owner’s agent, or to the person doing the work. Upon issuance of a stop work
order, the cited work shall immediately cease. The stop work order shall state the reason for the
order, and the conditions under which the cited work will be permitted to resume.

114.3 Unlawful continuance. Any person who shall continue any work in or about the building,
structure or premises after having been served with a stop work order, except such work asthey are
directed to perform to remove a violation or unsafe condition, shall, upon conviction thereof, be
subject to the pendlties as set forth in Section Four. Each day that a violation continues shall
constitute a separate and distinct offense.

SECTION 115
UNSAFE BUILDINGS AND EQUIPMENT

115.1 Conditions. Structuresor existing equipment that are or hereafter become unsafe, unsanitary
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or deficient because of inadegquate means of egress, facilities, inadequate light and ventilation, or
which constitutes afire hazard, or are otherwise dangerous to human life or the public welfare, or
whichinvolveillegal or improper occupancy or inadegquate maintenance, shall be deemed an unsafe
condition. Unsafe structures shall be taken down and removed or made safe, as the code official
deems necessary and as provided for in this section. A vacant structure that is not secured against
entry shall be deemed unsafe.

115.2 Record. Thecode official shall cause areport to befiled on an unsafe condition. The report
shall state the occupancy of the structure and the nature of the unsafe condition.

115.3 Notice. If an unsafe condition is found, the code official shall serve on the owner, agent or
person in control of the structure, a written notice that describes the condition deemed unsafe and
specifies the required repairs or improvements to be made to abate the unsafe condition, or that
requiresthe unsafe structure to be demolished within astipulated time. Such notice shall requirethe
person thus notified to declareimmediately to the code official acceptance or rejection of theterms
of the order.

115.4 Method of service. Such notice shall be deemed properly served if a copy thereof is (a)
delivered to the owner persondlly; (b) sent by certified or registered mail addressed to the owner at
the last known address with the return receipt requested; or (c) delivered in any other manner as
prescribed by local law. If thecertified or registered | etter isreturned showing that the | etter was not
delivered, acopy thereof shall be posted in aconspicuous placein or about the structure affected by
such notice. Service of such notice in the foregoing manner upon the owner’s agent or upon the
person responsible for the structure shall constitute service of notice upon the owner.

115.5 Restoration. The structure or equipment determined to be unsafe by the code officid is
permitted to be restored to a safe condition. To the extent that repairs, alterations or additions are
made or a change of occupancy occurs during the restoration of the structure, such repairs,
alterations, additions or change of occupancy shall comply with the requirements of Section 105.2.2
and Chapter 12.

SECTION 116
PROFESSIONAL ARCHITECTURAL AND
ENGINEERING SERVICES

116.1 Responsibilities. The provisions of this section shall define the construction controls
required for buildingsinvolving professional architectural or engineering services, and delineatethe
responsibilities of such professional services during construction.

116.1.1 Design. All design for new construction, ateration, repair, expansion, addition or
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modification work involving the practice of professional architecture or engineering, asdefined
by the statutory requirements of the professional licensing laws of the State of Missouri, shall
be prepared by Missouri licensed design professionals, certified by the Missouri Board for
Architects, Professional Engineers, Professional Land Surveyorsand Landscape Architects. All
construction documents required for a building permit application for such work shall be
prepared by or under the direct supervision of aMissouri licensed design professional and bear
their seal, signature and date in accordance with the State's statutes and regulations governing
the professional licensing and certification of architects, professional engineers and land
surveyors.

116.1.2 Review. The Missouri licensed design professional, whose sed is on the approved
construction documents, shall be responsible for review of shop drawings and samples, as
required by the approved construction documents, and approval for conformance to the design
concept and this code. Thisreview process shall be permitted to be contracted by the owner to
another Missouri licensed design professional, should the original design professional not desire
to provide such services.

116.1.3 Application of seal, signature and date. All construction documents submitted with
an application for abuilding permit shall be prepared by aMissouri licensed design professional
as required by Chapter 327 of the Revised Statutes of the State of Missouri. All construction
documents shall bear an original embossed or wet ink seal, original ink signature and the date
the documents were sealed by the Missouri licensed design professional for each discipline on
thefirst sheet of each disciplinewithin each set of construction documents, or on the cover sheet
of each set of construction documents.

In addition, all other sheets of the construction documents, other than project specifications
or calculations, shall bear the original embossed, wet ink, electronic or mechanically reproduced
seal, signature and date of the Missouri licensed design professional. Any addenda or
modifications submitted for changes to the construction documents shall also bear the original
embossed or wet ink seal, original ink signature and date the documents were sealed.

All project specifications, calculations, reports or other documents not considered to be
construction drawings shall bear an original wet ink or embossed seal, original ink signature and
the date the documents were signed by the Missouri licensed design professional for each
discipline on thetitle or index sheet.

116.1.4 Reproduction of sealed documents. Construction documents sealed by a Missouri
licensed design professional, shall not be reproduced for anyone, other than the owner, without
the expressed written permission of Missouri licensed design professional who sealed said
documents, or as ordered by a court of law.

116.2 Special professional services. When applicationsarefiled for unusual designsor magnitude
of construction which require construction document review or inspection services beyond the
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capacity of the code official's staff, or where code reference standards in Chapter 35 require special
architect or engineer inspections, the code official shall be permitted to require the owner to retain
aproperly qualified Missouri licensed design professional to perform the servicesnecessary for code
compliance in addition to that provided in Section 116.1.2. This project representative shall keep
daily records and submit reports asrequired by the code official. Upon completion of thework, the
Missouri licensed design professional shall file afina report indicating whether or not all required
inspections were performed and listing pertinent deviations from the building code requirements or
from the approved construction documents and the source of authority for such deviations.

116.2.1 Building per mit requirement. Thenecessity for special professional servicesshall be
determined prior to issuance of the building permit, unless waived to a later date by the code
official. Refusal by the applicant to provide such services as required by the code official shall
result in the denial of the permit.

116.2.2 Fees and costs. All fees and costs related to the performance of special inspection
services shall be borne by the owner.

116.2.3 Visitsto site. When so directed by the code official, or when required by the special
inspection provisions of this code, the Missouri licensed design professional shall make visits
tothesite at intervals appropriate to the stage of the construction to observethe progress and the
quality of the work; to observe construction components requiring controlled materials or
construction, as specified in Chapter 35, Referenced Standards; and to determineif thework is
proceeding in accordancewith the construction documentsapproved for the building permit. The
Missouri licensed design professional shall periodically submit reports to the code official
showing the results of such periodic visits.

SECTION 117
WORKMANSHIP

117.1 General. All work shall be conducted, installed and completed in a neat, workmanlike and
acceptable manner so as to secure the results intended by this code.

SECTION 118
EMERGENCY MEASURES

118.1 Procedure. When, inthe opinion of the code official, abuilding, structure or premises poses
animmediate or imminent danger to the public health, safety or welfare, the code official shall order
theimmediate evacuation and securing of said building, structureor premises, and shall be permitted
to order al utilities to be disconnected without sending anotice. Each principal entrance shall be
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posted with a notice which reads as follows:
DANGER
THISPREMISESISUNSAFE AND HAS BEEN
CONDEMNED
ALL PERSONSARE WARNED TO
KEEP AWAY

Any person who refusesto leave, interfereswith the evacuation of other occupants, occupies or
continues any operation after the property has been posted pursuant to this section, except such
person(s) whoisdirected to performwork to removeaviol ation or unsafe condition, shall bedeemed
inviolation of thissection, and it shall be the duty of the Police Department to immediately remove
such person(s) from said building, structureor premises, and prevent anyone, unless approved by the
code official, from re-entering the building, structure or premises until such time that the Police
Department shall have been notified that the sameisin asafe condition. The code official assumes
no responsibility for persons entering upon said property, and said persons proceed at their own risk
and assume al liability.

118.2 Temporary safeguards. When, in the opinion of the code official, there is actual and
immediate danger of collapse or failure of a building or structure or any part thereof which would
endanger life, the code officia shall be permitted to cause the necessary work to be done to render
such building or structure or part thereof temporarily safe, whether or not the legal procedure herein
described has been instituted.

118.3 Closure. When necessary for public safety, the code official shall temporarily close
sidewalks, streets, buildings, structures and places adjacent to such unsafe building, structure or
premises, and prohibit the same from being used.

118.3.1 Catchment enclosures. If, intheopinion of the codeofficial, itisdetermined that there
existsan imminent structural hazard, catchment enclosures shall be erected protecting adjoining
property and the public right-of -way. The cost for such catchment enclosures shall be the
responsibility of the owner of record immediately adjacent to the catchment enclosure, and the
recovery of said costs will be as described in Section 119.5 of this code.

118.4 Emergency repairs,; remedies. For the purpose of this section, the code officia shall be
permitted to employ the necessary labor and material sto perform therequired work as expeditiously
as possible. Further, when it is found that potable water is running inside a vacant building or
structure, and the owner or the owner's representative cannot be contacted, and where severe
structural or other damage can thus occur to adjacent properties, the Building Commissioner or the
Health Commissioner shall be permitted to order the Water Division to cease the problem flow by
whatever means the Water Division finds necessary. The Water Division shall comply with any
order issued pursuant to this section.
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118.5 Cost of emergency repairsor demolition. Costsincurred in the performance of emergency
work shall be paid from the Treasury of the City of Saint Louis on certification of the code official.
The legal counsel of the City of Saint Louis shall institute appropriate action against the owner(s)
of the premiseswherethe unsafebuilding or structureisor waslocated for therecovery of such costs
plus a ten percent administrative fee. If such cost is not collected, alien shall be requested to be
placed upon the property by the Comptroller. The costs shall also be certified by the Collector of
Revenue or other official collecting rea estate taxes who shall cause a special tax bill against the
property to be prepared and collected in the same manner and procedures as other real estate tax
bills. Said special tax bill shall be deemed a persona debt against the property owner(s) and shall
also be alien on the property until paid.

118.6 Emergency demolition or removal. If, in the opinion of the code officia, a building,
structure, tree or premises, in whole or in part, poses an immediate and imminent danger to the
public health, safety or welfare, by virtue of its condition or conditionsin violation of this code, the
code official shall be permitted to cause the immediate removal of said building, structure or tree
without the notice set forth elsewherein thiscode. Further, the code official shall havetheauthority
to award a sole source contract for demolition of said dangerous building, structure or tree.

118.7 Demoalition of party walls; responsibility. When a building or structure on one side of a
party wall isdemolished, the demolition contractor isrequired to mortar in thefloor and/or roof joist
pockets, and is also responsible for installing missing portions of the party wall which were not
originally built. Thedemolition contractor shall remove any attachmentsto the building or structure
(plaster, mortar, steps, paneling, etc.). The adjacent wall shall have an approved roofing material
applied to create a coping for the wall. The demolition contractor shall also be responsible for
applying an exterior sprayed-on sand and tinted cement coating or tuckpointing; these are not the
responsibility of the owner of the remaining building who relieson structural support from the party
wall.

SECTION 119
DEMOLITION

119.1 General. The code official shall order the owner of any premises upon which islocated any
structure, which inthe code official’ sjudgment is so old, dilapidated or has become so out of repair
asto bedangerous, unsafe, insanitary or otherwiseunfit for human habitation or occupancy, and such
that it is unreasonable to repair the structure, to demolish and remove such structure; or if such
structure is capable of being made safe by repairs, to repair and make safe and sanitary or to
demolish and remove at the owner’s option; or where there has been a cessation of normal
construction of any structure for a period of more than two years, to demolish and remove such
structure. Conditions of the demolition shall be as set forth in Section 121 of the International
Building Code.
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119.2 Notices and orders. All notices and orders shall comply with Section 113.

119.3 Failureto comply. If the owner of apremisesfailsto comply with ademolition order within
the time prescribed, the code official shall cause the structure to be demolished and removed, either
through an available public agency or by contract or arrangement with private persons, and the cost
of such demoalition and removal shall be charged against the real estate upon which the structureis
located and shall be alien upon such real estate.

119.4 Salvage materials. When any structure has been ordered demolished and removed, the
governing body or other designated officer under said contract or arrangement aforesaid shall have
theright to sell the salvage and valuable material s at the highest price obtainable. The net proceeds
of such sale, after deducting the expenses of such demolition and removal, shall be promptly
remitted with areport of such sale or transaction, including the items of expense and the amounts
deducted, for the person who isentitled thereto, subject to any order of acourt. If such asurplusdoes
not remain to be turned over, the report shall so state.

CHAPTER 2
DEFINITIONS

Add or change the following definitions in Section 202 to read as follows:
ACCESSIBLE. Describes a site, building, facility or portion thereof that complies with this code
and ICC A117.1, and that can be approached, entered and used by a person with a disability.

ACCESSIBLE ROUTE. A continuous unobstructed path connecting all accessible elements and
spaces in a building or facility which can be negotiated by a person with a severe disability, using
a wheelchair and which is also safe for and useable by people with other disabilities. Interior
accessible routes include corridors, floors, ramps, eevators, lifts and clear floor space at fixtures.
Exterior accessible routes include parking, access aisles, curb ramps, walks, ramps and lifts.

ALTERATION. Any construction or renovation to an existing building or structure other than
repair or addition. Alterations are classified asLevel 1, Level 2 and Level 3.

BUILDING. Any structure occupied or intended for supporting or sheltering any occupancy. For
application of thiscode, each portion of abuilding whichiscompletely separated from other portions
by fire walls complying with Section 707.0 of the International Building Code, shall be considered
as aseparate building.

CHANGE OF OCCUPANCY. A changein the purpose or level of activity within abuilding or
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structure that involves a change in application of the requirements of this code. Change of
occupancy requirements apply both to achange in which the occupancy, or use group classification
under Chapter 3 of the International Building Code remains the same and one in which it changes.

CODE OFFICIAL. The Building Commissioner of the City of Saint Louis, or aduly authorized
representative.

DANGEROQUS. Seedefinition for Unfit Structures.

DWELLING UNIT OR SLEEPING UNIT, TYPE A. A dwellingunit or slegping unit designed
and constructed for accessibility in accordance with Section 1002 of the ICC/ANSI A117.1
Accessible and Useable Buildings and Facilities. A Type A, accessible dwelling unit has all
required knee and toe clearances, clear floor space requirements, door openings, turning radius,
approaches, accessible routes, grab bars and accessible hardware. All bathrooms in a Type A
(accessible) dwelling unit shall bedesigned asfully accessible. All kitchensinaTypeA (accessible)
dwelling unit shall be designed as fully accessible.

DWELLING UNIT OR SLEEPING UNIT, TYPE B. A dwellingunit or slegping unit designed
and constructed for accessibility in accordance with Section 1002 of the ICC/ANSI A117.1
Accessible and Useable Buildings and Facilities and is intended to be consistent with technical
requirements for fair housing required by Federal law. Dwelling units required to be Type B shall
be permitted to be designed and constructed as Type A units. A Type B dwelling unit has all
required knee and toe clearances, clear floor space requirements, door openings, turning radius,
approaches, accessibleroutes. Blocking for grab barsin the bathroom isinstalled Kitchen cabinets
can be instaled under the sink. Grab bars and kitchen cabinets are removed for a person with a
disability buying or renting the unit. In Type B (adaptable) dwelling units with two (2) or more
bathrooms, only one (1) common use bathroom shall be designed as fully accessible.

FACILITY. All or any portion of a building, structure or area, including the site on which the
building, structure or area is located, wherein specific services are provided or activities are
performed.

GROUP. The classification of occupancy within a building or structure in accordance with the
International Building Code.

HIGH RISE. All buildings having occupied floors located more than 75 feet (22860 mm) above
thelowest level of firedepartment vehicle access. Thisterm shall not apply to structuresthat are not
buildings.

LICENSED DESIGN PROFESSIONAL. An individua who is licensed to practice their
respective design profession as defined by Chapter 327 of the Revised Statutes of the State of
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Missouri.

REPAIR. Therestorationto good or sound condition any part of an existing building for the purpose
of itsmaintenance. Repair work shall not include the cutting away of any wall, partition or portion
thereof; the removal or cutting away of any structural beam or loadbearing support; or the removal
or change of any required means of egress, or rearrangement of parts of a structure affecting the
egress requirements; nor shall ordinary repairs include addition to, alteration of, replacement or
relocation of any standpipe, water supply, sewer, drainage, drain leader, gas, oil, waste, vent or
similar piping, electric wiring or mechanical or other work affecting public health or general safety.

STRUCTURE. That whichisbuilt or constructed or a portion thereof.

STRUCTURE, EXISTING. A structure erected prior to the legal date of adoption of the
appropriate code or one for which alegal building permit has been issued.

UNFIT BUILDINGS AND STRUCTURES. All buildings and structures having one or more of

the following defects:

1. Thebuilding or structureisin a condition which endangers either the lives or safety of persons,
whether occupants or otherwise, or other property;

2. The condition of the building or structure by reason of the making of an excavation on the lot
on which it is located, or any adjoining lot, endangers either the lives or safety of persons,
whether occupants or otherwise, or other property;

3. Thebuilding, structure or premisesisafire hazard for any reason, including without limitation:
obsol escence, dil apidation, deterioration, damage, lack of sufficient fire-resisting qualities, poor
sanitation, or faulty electrical wiring, gas connections or heating apparatus,

4. The building or structure lacks safe or adequate facilities for means of egressin case of fire or
panic;

5. The building or structure has any one or more of the following conditions:

A. Improperly distributed |oads upon the floors or roof;
B. Overloaded floors or roofs;
C. Insufficient strength to be reasonably safe for its actual or intended use;

6. Any portion of the building or structure has been so damaged by fire, earthquake, wind, flood,
vandalism, malicious mischief, or any other cause, that the building or structureisno longer safe
or suitable for its actual or intended use;

7. Any interior or exterior portion, member, appurtenance, ornamentation or any other component
of the building or structureislikely to fall or collapse, or become detached or dislodged, and
thereby injure persons or damage property;

8. Any portion of the building or structure has racked, warped, buckled or settled to such an extent
that itswalls or other structural portions have insufficient resistance to fire, earthquake, wind,
flood or similar perils;

9. Part or al of the building or structure isin danger of collapsing for any reason;
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10. The building or structure has exterior walls or other vertical structural memberswhichlist, lean
or buckle;

11. Thebuilding, structureor premises, or any portion thereof is, for any reason, unsafefor itsactual
or intended use;

12. The building or structure has been so damaged by fire, earthquake, wind, flood, vandalism,
malicious mischief, or any other cause, or has become so dilapidated, deteriorated or decayed as
to come within any one or more of the following categories:

A. Thebuilding or structure will attract and result in harm to children;

B. The building or structure is, or is likely to become, a harbor for vagrants, criminals or
immora persons;

C. The building or structure enables persons to resort thereto for the purpose of committing
unlawful or immora acts;

13. The building, structure or premises has been constructed, exists, or is being maintained in
violation of any provisions of this code, or of any law of the City of Saint Louis;

14. The building or structure does not have the strength, fire-resisting qualities or weather-resisting
qualities required by this code for newly constructed buildings of like area, height and
occupancy;,

15. The building, structure, or premisesisused or intended to be used for purposesthat arelikely to
injure the health, safety or welfare of persons who occupy or could occupy said building or
structure by reason of any one or more of the following conditions:

A. Inadequate maintenance, dilapidation, deterioration, decay or damage;

B. Faulty construction;

C. Inadequate light, ventilation or sanitation facilities;

D. The building, structure or premisesis being used for any illegal purposes;

16. Any portion of the building or structure has been left remaining on asite after its demolition or
destruction;

17. The building or structure is vacant for a period in excess of six months, and because of its
condition, it is unsafe or unsanitary, or it endangers property or the heath, morals, safety or
welfare of persons;

18. A building or structureis subject to demolitionisthe building or structureisvacant and has been
ordered secure or has been secured by order of the code official for aperiod in excess of twelve
months and has been condemned for occupancy or has been used in the commission of acrime
subsequent to being ordered secured or being secured.

18. The building or structureisonly partly constructed and construction has stopped for aperiod in
excess of six months, and because of its condition, affects the health, safety and welfare of the
adjacent properties.

WORKMANLIKE. Executed in a skilled manner; e.g., generally plumb, level, square, in line,
undamaged and without marring adjacent work.

WORKMANSHIP. Work executed in a skilled manner by an individual to impart quality to
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anything in the process of being made, produced, constructed, altered, repaired, instaled or
assembled.

Change Chapter 3 to read as follows:

CHAPTER 3
CLASSIFICATION OF WORK

SECTION 301
GENERAL

301.1 Scope. Thework performed on an existing building shall beclassified in accordancewith this
chapter.

301.2 Work area. Thework area, as defined in Chapter 2, shall be identified on the construction
documents.

301.3 Compliancealternatives. The provisionsof Chapters4 through 10 are not applicable where
the building complies with Chapter 12.

301.4 Occupancy and use. When determining the appropriate application of thereferenced sections
of this code, the occupancy and use of a building shall be determined in accordance with the
International Building Code.

SECTION 302
REPAIRS

302.1 Scope. Repairs, as defined in Chapter 2, include the patching, restoration, or minor
replacement of material's, el ements, component, equi pment or fixturesfor the purpose of maintaining
such materials, el ements, components, equipment or fixturesin good or sound condition. Itinvolves
restoration to a good and sound condition of materias, systems and/or components that are worn,
deteriorated or broken using materials or componentsidentical to or closely similar to the existing.
Repair work shall not include:
1. The cutting away of any wall, partition, or portion thereof;
2. The permanent, partial or complete removal of any primary structural component;
3. Theremoval or rearrangement of any part of a required means of egress, or rearrangement
of parts of astructure affecting the egress requirements;
4. The addition to, alteration or relocation of any fire protection piping; water supply, sewer,
drainage, gas, oil, waste, vent, or similar piping; el ectrical wiring, other than wiring for alow
voltage communications system in an R-3 Use Group; Mechanical system componentssuch
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as ductwork; Elevator devices.
5. Newly introduced fixed loads shall not exceed the uniformly distributed live loads or
concentrated live loads and shall not cause deflection that exceeds standards.
6. Existingfireaarm, fire suppression and standpipe systems removal without replacement.
The work shall not cause any diminution of existing structural strength, system capacity or
mechanical ventilation below that which exists at the time of application for a permit.

302.2 Application. Repairs shall comply with the provisions of Chapter 4.

SECTION 303
ALTERATION-LEVEL 1
(Renovation)

303.1 Scope. Leve 1 dterationsinclude the removal and replacement, or the covering of existing
materia's, elements, components, equipment or fixturesusing new material s, el ements, components,
eguipment or fixturesthat serve the same purpose and do not change the configuration of the space
or diminishtheexisting fireresistancerating or changethe use or occupancy of theexisting building.

This category isfor work that is generally restorative in nature such as the replacement of trim,
doors, interior finish, or equipment, but involves the use of different materials. There is no
reconfiguration of space. It shall includethe replacement of equipment or fixtures, but thisshall not
increase loads on these systems unless these systems are upgraded to accommodate the increased
load.

It al so meansthe change, strengthening, or addition of |oad-bearing elements, or the refinishing,
replacement, bracing, strengthening, upgrading, or extensiverepair of existing materials, elements,
components, equipment or fixtures, or al of these.

Level 1 aterations cannot diminish existing structural strength, system capacity or mechanical
ventilation below that existing at time of application.

303.2 Application. Level 1 dterations shall comply with the provisions of Chapter 5.

SECTION 304
ALTERATION - LEVEL 2
(Alteration/M odification)

304.1 Scope. Level 2 dterations include the reconfiguration of space, the addition or elimination
of any door or window, the reconfiguration, change in ceiling height, or the reconfiguration or
extension of any system, or the installation of any additional equipment.

This level involves a change in the layout of interior spaces while other portions of the space
remain without arrangement. It involves the construction of walls or partitions, the installation of

May 20, 2005
Page 51 of 77
Board Bill # 97 Sponsor: Alderman Kennedy



A WN B

o Ol

O 00

10
11
12
13
14
15
16
17
18
19
20
21
22
23
24
25

26
27

28
29

30
31
32
33

any additional component, the installation of any additional equipment or fixtures, and any work
which affects a primary structural component.

InLevel 2 alterations, thework being done cannot makethe building less conforming thanit was
before the work was undertaken.

304.2 Application. Level 2 dterations shall comply the provisions of Chapter 5 for Level 1
alterations as well as the provisions of Chapter 6.

SECTION 305
ALTERATION - LEVEL 3
(Reconstruction)

305.1 Scope. Level 3 dterations apply where the work area exceeds fifty percent of the aggregate
area of the building.

This category involves extensive work to theinterior of abuilding, floor, or tenant space. It can
be looked as any project where the extent and nature of thework is such that awork area cannot be
occupied while the work isin progress and where anew certificate of occupancy isrequired before
the work area can bere-occupied. A Level 3 alteration has a delineated work area. It involves an
entire use, primary function space, or tenancy.

The reconfiguration of aspace which affects an exit or element of egress access shared by more
than a single occupant is a Level 3 dteration. Some life safety improvements are extended to an
entirefloor when thework areaintended by the building owner exceeds 50 percent of the areaof the
floor, for example sprinklers. The requirements extend beyond the floor when the intended work
involves over 50 percent of the floor area of the building.

Level 3 aterations do not include projects comprised only of floor finish replacement, painting
or wall-papering, or the replacement of equipment or furnishings.

Asbestos hazard replacement and lead hazard abatement projects are not classified as Level 3
aterations although occupancy of the work areais not permitted.

305.2 Application. Level 3 alterations shall comply with the provisions of Chapter 5 and 6 for
Level 1 and 2 dterations, respectively, aswell as the provisions of Chapter 7.

SECTION 306
CHANGE OF OCCUPANCY

306.1 Scope. Change of Occupancy provisions apply where the activity is classified as achange of
occupancy as defined in Chapter 2.

A Change of Occupancy meansachangein the purposeor level of activity within abuilding that
involvesachangein the application of therequirementsof thenternational Building Code. Change
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of Occupancy requirements apply both to a change in which the occupancy, or use group
classification under Chapter 3 of the Building Code as amended remains the same and onein which
it changes.

The change in the use of a space in a building may not require that the entire building undergo
achange of use group, but it may mean that the change in the way the space is used may require one
of thetechnical requirements. For example, the City of Saint Louis Plumbing Code asamended may
require additional toilet fixtures, the City of Saint Louis Electrical Code as amended may require
groundfault circuit interrupters, or the City of Saint Louis M echanical Code asamended may require
an upgrade of the Heating, Ventilation and Air Conditioning (HVAC).

306.2 Application. Changes of occupancy shall comply the provisions of Chapter 8.

SECTION 307
ADDITIONS

307.1 Scope. Provisions for additions shall apply where work is classified an addition as defined
in Chapter 2.

Anaddition meansanincreasein building area, aggregatefloor area, height, or number of stories
in abuilding.

Additions are required to comply with all requirements for new construction. Thework in the
existing building which is related to the addition, must comply with this code, where such work is
undertaken.

307.2 Application. Additionsto existing buildings shall comply the provisions of Chapter 9.

SECTION 308
HISTORIC BUILDINGS

308.1 Scope. Historic buildings provisions shall apply to buildings classified as historic asdefined
in Chapter 2.

A historic building means a building or structure that is: listed or eligible for listing in the
National Register of Historic Places; designated asaHistoric Building under local law; or, certified
as a contributing resource within a National Register-listed or locally designated Historic District.

This code alows the use of replica materials, establishes provisions for historic buildings used
as historic museums, allows building elementsthat may meet relaxed code requirementsin order to
preserve the historic value and integrity of a historic building.

308.2 Application. Except as specifically provided for in Chapter 10, historic buildings shall
comply with applicable provisions of this code for the type of work being performed.
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SECTION 309
RELOCATED BUILDINGS

309.1 Scope. Relocated buildings provisions shall apply to relocated or moved buildings.

309.2 Application. Relocated buildings shall comply with the provisions of Chapter 11.

CHAPTER 4
REPAIRS

Change Section 406.1 to read as follows:
406.1 General. Repairsshall bedoneinamanner that maintainsthelevel of accessibility provided.
No work shall be permitted which diminishes accessibility for people with disabilities.

Change Section 408.1 to read as follows:

408.1 Electrical repairs. Minor repairs or replacement of any existing electrical system are
permitted to be made in the same manner and arrangement asin the existing system, provided such
repairs or replacement are made in a safe manner and are approved. Minor repairs or replacement
for purposes of this code shall be defined as:

1.

2.

3.

Replacement of a convenience outlet (replacement shall comply with the electric code as
amended);

Light switchwiththesamecurrent carrying capacity astheexisting switch (replacement shall
comply with the City of Saint Louis Electrical Code as amended.

Light socket and holder (replacement shall comply with the current electric code as
amended),

Light fixture (1 maximum) installed on the same outlet box and having the same current
rating (replacement shall comply with the City of Saint Louis Electrical Code as amended);

Withinadwelling unit, afan, blower, pump or other fractional horsepower motor of the same
horsepower rating and having the same electrical characteristics and current rating as the
existing, limited to 120-240 volts (replacement shall comply with the electric code as
amended); or

The replacement of fuses or circuit breakers (except mains) where there is no evidence of
over-fusing or tampering per applicable requirements of the City of Saint Louis Electrical

Code as amended.

Add Sections 408.2 thru 408.3 to read as follows:
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408.2 Minimum standar dsfor electrical equipment, wiringand appliances. Inall buildingsand
premises the entire building or premise must meet the minimum electrical standards as set forthin
this section.

408.2.1 Facilitiesrequired. Every occupied building shall be provided with an electrical system
in compliance with the requirements of this section.

408.2.2 Service. Dwelling units shall be served by an electrical service having arating of not
less than 60 amperes. When the electrical system requires modification to correct inadequate
service, the service shall be corrected to aminimum of 100-ampere, threewireelectrical service.
If the dwelling contains an electric range, electric clothes dryer or electric air conditioning unit,
aminimum 100-ampere, three wire electrical service shall be provided.

408.2.3 Electrical system hazards. Whereit isfound that the electrical system in a structure
constitutes a hazard to the occupants or the structure by reason of inadequate service, improper
fusing, insufficient receptacleand lighting outlets, improper wiring or installation, deterioration
or damage, or for similar reasons, the code official shall require the defects to be corrected to
eliminate the hazard.

408.2.4 Installation. All electrical equipment, wiring and appliancesshall be properly installed
and maintained in a safe and approved manner.

408.2.5 Receptacles. Every habitablespaceinadwelling unit shall contain at |east two separate
and remote receptacle outlets. Every laundry area shall contain at least one grounded type
receptacle. Every bathroom shall contain at least one receptacle that shall be Ground Fault
Circuit Interrupter protected. Every kitchen shall contain at least two 20-ampere grounded
appliance branch circuits.

408.2.6 Lightingfixtures. Every publichall, interior stairway, toilet room, kitchen, boiler room
and furnace room shall contain at least one electric lighting fixture. All habitable spaces shall
contain at least one switched lighting fixture or switched receptacle.

408.2.7 Utility rooms and basements. At least one lighting outlet and one receptacle shall be
provided in utility rooms and basements where these spaces are used for storage or contain
equipment requiring service.

408.2.8 Clearancefor equipment. Clearancefor electrical serviceequipment shall beprovided
in accordance with the City of Saint Louis Electrical Code as amended.

408.3 Abandoned electrical and/or communications systems. All abandoned e ectrical and/or
communications systems shall be removed.
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Change Section 409 to read as follows:
SECTION 409
MECHANICAL

409.1 Mechanical repairs. Minor repairs or replacement of any existing mechanical system are
permitted to be made in the same manner and arrangement asin the existing system, provided such
repairs or replacement are made in a safe manner and are approved.

409.2 Minimum standards for mechanical equipment and appliances. In al buildings and
premises the entire building or premise must meet the minimum mechanical standards as set forth
in this section.

409.3 Minimum standards for mechanical equipment and appliances. All mechanical
appliances, fireplaces, solid fuel-burning appliances, cooking appliances and water heating
appliances shall be properly installed and maintained in a safe working condition, and shall be
capable of performing the intended function.

409.4 Removal of combustion products. All fuel-burning equipment and appliances shall be
connected to an approved chimney or vent.
Exception: Fuel-burning equipment and appliances which are labeled for unvented operation.

409.5 Combustion air. A supply of air for complete combustion of the fuel and for ventilation of
the space containing the fuel-burning equipment shall be provided for the fuel -burning equi pment.

409.6 Clearances. All required clearances to combustible materials shall be maintained.

409.7 Safety controls. All safety controls for fuel-burning equipment shall be maintained in
effective operation.

4009.8 Free-standing stoves. All free-standing stoveswith doors or drawers shall be equipped with
an anti-tip device.

409.9 Water accumulation/damage. M echanical appliances, mechanical equipment and ductwork
shall show no signsof water accumul ation or damage. When signsof water accumul ation or damage
are evident, those areas are to be examined by aregistered design professional and a detailed report
on recommended repairs and prevention methods is to be made to the code official. If the
recommended repairs are approved by the code official, the owner or the owner’ s agent shall have
the recommended repairs performed in atimely manner.

409.10 Aiir filters. All air handling units that condition air shall be equipped with air filters.
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409.11 Thermostat. All space heating and/or air conditioning units shall be controlled by a
thermostat.

409.12 Commercial food heat-processing equipment. All commercial food heat-processing
appliances, equipment, hoods, ducts and exhaust systems shall comply with this section.

409.12.1 Hood system required. Each existing commercial cooking appliance and domestic
cooking appliance utilized for commercia purposes that produce smoke or grease vapors shall
be protected with an approved Type | commercia kitchen exhaust hood and duct system.
Exceptions:
1. Cooking appliances located within a dwelling unit and not utilized for commercial
purposes,
2. Completely enclosed ovens,
3. Steam tables;
4. Auxiliary cooking equipment that does not produce grease-laden vapors, including
toasters, coffee makers and egg cookers; and
5. Portable equipment as defined in the City of Saint Louis Mechanica Code as amended.

409.12.2 Hood system suppression. Each commercia kitchen exhaust hood and duct system
required by Section 409.12.1 shall be protected with an approved automatic fire suppression
system installed in accordance with the City of Saint Louis Mechanical Code as amended. A
portable fire extinguisher shall be installed within 30 feet of the hood.

409.12.3 Maintenance. Commercial kitchen exhaust systems shall be cleaned to remove
deposits of residue and grease in the system at intervals specified in the cleaning schedule
required to be submitted in accordance with the City of Saint Louis Mechanical Code as
amended. Thorough cleaning of ducts, hoods and fans shall require scraping, brushing or other
positive cleaning methods.

409.12.4 Cleaning schedule. Where a cleaning schedule is not on file, the code official shall
require a schedule to be submitted, indicating the method of cleaning and the time intervals
between cleanings.

409.12.5 L eaks. Venting equipment for commercial food heat processing equipment shall not
leak.

409.12.6 Capturetest. Venting equipment for commercial food heat processing equipment shall
pass a capture test.

409.12.7 Exhaust. Venting equipment for commercial food heat processing equi pment shall not
exhaust in adangerous manner or whereanuisance. (i.e., lessthan 2 feet abovetheroof surface,
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within 10 feet of unprotected combustible materias, onto awalkway or driveway), or wherethe
exhaust may re-enter the building through an intake or opening within 10 feet.

Change Section 410 to read as follows:
SECTION 410
PLUMBING

410.1 Plumbing repairs. Minor repairs or replacement of any existing plumbing system are
permitted to be made in the same manner and arrangement asin the existing system, provided such
repairs or replacement are made in a safe manner and are approved. Lead water lines may not be
repaired.

410.2Minimum standar dsfor plumbingequipment, pipingand appliances. Inall buildingsand
premises the entire building or premise must meet the minimum plumbing standards as set forthin
this section.

410.3 Minimum required plumbing facilities. The minimum number of plumbing facilities shall
be as described in this section.

410.3.1 Dwelling units. Every dwelling unit shall contain its own bathtub or shower, lavatory,
water closet and kitchen sink which shall be maintained in a sanitary, safe working condition.
The lavatory shall be placed in the same room as the water closet or located in close proximity
to the door leading directly into the room in which such water closet islocated. A kitchen sink
shall not be used as a substitute for the required lavatory.

410.3.2 Rooming houses. At least one water closet, lavatory and bathtub or shower shall be
supplied for each four rooming units.

410.3.3 Hotels. Where private water closets, lavatories, and baths are not provided, one water
closet, one lavatory and one bathtub or shower having access from a public hallway shall be
provided for each five occupants, but not less than one for every four sleeping units.

410.3.4 Employees’ facilities. A minimum of one water closet, one lavatory and one drinking
facility shall be available to employees.

410.3.4.1 Drinkingfacilities. Drinking facilitiesshall be adrinking fountain, water cooler,
bottled water cooler, or disposable cupsnext to asink or water dispenser. Drinking facilities
shall not be located in toilet rooms or bathrooms.

410.4 Minimum standardsfor toilet rooms. The minimum standards for toilet rooms shall be as
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1 described in this section.

2 410.4.1 Privacy. Toilet roomsand bathrooms shall provide privacy and shall not constitute the

3 only passageway to ahall or other space, or to the exterior. A door and interior locking device

4 shall be provided for all common or shared bathrooms and toilet rooms in a multiple dwelling.

5 410.4.1.1 Partitions. Every nonresidential structurethat requires or supplies awater closet

6 shall provide within the toilet room, partitions, enclosures or compartments for privacy

7 between water closets and shall comply with fixture clearance requirements of the City of

8 Saint Louis Plumbing Code as amended for such installations.

9 410.4.2 L ocation. Toilet roomsand bathrooms serving hotel units, rooming unitsor dormitory
10 units, shall have access by traversing not more than one flight of stairs and shall have access
11 from acommon hall or passageway.

12 410.4.3 Location of employeetoilet facilities. Toilet facilities shall have access from within
13 theemployees’ regular working area. Therequiredtoilet facilitiesshall belocated not morethan
14 one story above or below the employees' regular working area and the path of travel to such
15 facilities shall not exceed a distance of 500 feet (152 m). Employee facilities shall either be
16 separate facilities or public customer facilities.

17 Exception: Facilitiesthat are required for employeesin storage structures or kiosks, which
18 arelocated in adjacent structuresunder the same ownership, leaseor control, shall not exceed
19 a travel distance of 500 feet (152 m) from the employees regular working area to the
20 facilities.

21 410.5Plumbing systemsand fixtur es. Minimum standardsfor plumbing systemsand fixturesshall
22 be as described in this section.

23 410.5.1 General. All plumbing fixtures shall be properly installed and maintained in working
24 order, and shall be kept free from obstructions, leaks and defects and be capable of performing
25 the function for which such plumbing fixtures are designed. All plumbing fixtures shall be
26 maintained in a safe, sanitary and functional condition.
27 410.5.2 Fixture clearance. Plumbing fixtures shall have adequate clearances for usage and
28 cleaning.
29 410.5.3 Plumbing system hazards. Where it is found that a plumbing system in a structure
30 constitutes ahazard to the occupants or the structure by reason of inadequate service, inadequate
31 water supply, leaking water supply service line, inadequate drainage, inadequate venting, cross
32 connection, back-siphonage, improper installation, accumulation of sewage, deterioration or
33 damage or for similar reasons, the code official shall require the defects to be corrected to
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eliminate the hazard.
410.6 Water system. Minimum standardsfor the water system shall be asdescribed in this section.

410.6.1 General. Every sink, lavatory, bathtub or shower, drinking fountain, water closet or
other plumbing fixture shall be properly connected to either apublic water system. All kitchen
sinks, lavatories, laundry facilities, bathtubs and showers shall be supplied with hot or tempered
and cold running water in accordance with the City of Saint Louis Plumbing Code as amended.

410.6.2 Contamination. Thewater supply shall be maintained freefrom contamination, and all
water inlets for plumbing fixturesin commercia buildings and in residential buildings of over
six families shall be located above the flood-level rim of the fixture. All water inlets for
plumbing fixtures in residential buildings of six families or less shall be located above the
overflow of the fixture. Shampoo basin faucets, janitor sink faucets, and other hose bibs or
faucets to which hoses are attached and left in place, shall be protected by an approved
atmospheric-typevacuum breaker or an approved permanently attached hose connection vacuum
breaker.

410.6.3 Supply. Thewater supply system shall beinstalled and maintained to provide a supply
of water to plumbing fixtures, devices and appurtenances in sufficient volume and at pressures
adequate to enable the fixtures to function properly, safely, and free from defects and | eaks.

410.6.4Water heatingfacilities. Water heating facilitiesshall beproperlyinstalled, maintained
and capable of providing an adequate amount of water to be drawn at every required sink,
lavatory, bathtub, shower and laundry facility at a temperature of not less than 120°F (49°C).
A fuel-burning water heater shall not be located in any bathroom, toilet room, bedroom or other
occupied room normally kept closed, unless adequate combustion air is provided. An approved
combination temperature and pressure-relief valve and relief valve discharge pipe shall be
properly installed and maintained on water heaters.

410.7 Sanitary drainage system. Minimum standards for the sanitary drainage system shall be as
described in this section.

410.7.1 General. All plumbing fixtures shall be properly connected to either a public sewer
system or to an approved private sewage disposal system.

410.7.2 M aintenance. Every plumbing stack, vent, wasteand sewer lineshall function properly
and be kept free from obstructions, leaks and defects.

410.8 Storm drainage. Minimum standardsfor storm drainage shall be as described in this section.
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410.8.1 General. Drainage of roofsand paved areas, yards and courts, and other open areas on
the premises shall not be discharged in a manner that adversely affects adjacent property or
creates a public nuisance.

410.8.2 Gutters and downspouts. All gutters and downspouts shall be maintained so as to
function properly and shall be sewer connected where existing drain connections are provided.
Primary structures and room additions with a roof area less than five hundred fifty square feet
and all accessory structuresincluding residential garages shall not be sewer connected provided
the surface drainage water does not adversely effect the adjacent property or create a nuisance.
Surface drainage water shall be diverted to a public right-of-way, storm sewer conveyance or
other point of collection so asto not create ahazard. Lots shall be graded so sto drain surface
water away from foundation walls.

410.9 Materials. The following plumbing materials and supplies shall not be used:

1. All purpose solvent cement, excluding transition glues;

2. Flexibletraps and tail pieces;

3. Sheet and tubular copper and brasstrap and tail piecefittingslessthan B& S 17 gauge (0.045
inch); and

4. Solder having more than 0.2% lead in the repair of potable water systems.

5. Water closets having aconcealed trap seal or an unventilated space or having wallsthat are
not thoroughly washed at each discharge in accordance with ASTM 112.19.2.

6. Thefollowing types of joints shall be prohibited:
6.1  Cement or concrete joints.
6.2  Mastic or hot-pour bituminous joints.
6.3  Joints made with fittings not approved for the specific installation.
6.4  Joints between different diameter pipes made with elasto-meric rolling “O”-rings.
6.5  Solvent-cement joints between different types of plastic pipe.
6.6  Saddle-type fittings unless they receive prior approval from the Plumbing Section.

410.10 L ead water servicelines. Lead water service lines shall not be repaired.

CHAPTER 5
ALTERATIONS-LEVEL 1
(Renovations)

Change Section 503.3 to read as follows:
503.3Materialsand methods: All new work shall comply with materialsand methodsrequirements
in the City of Saint Louis Building, Mechanical, Plumbing and Electrical Codes as amended as
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applicable, that specify material standards, detail of installation and connection, joints, penetrations
and continuity of any element, component or system in the building.

Change Section 504.1 to read as follows:
504.1 Smoke detectorsin Group R and I-1 occupancies. In buildings of Use Groups R and I-1,
newly installed smoke detectors shall be of an approved type only.

Add Sections 505.2 and 505.3 to read as follows:
505.2 Alternate to Second Stair. An existing building shall be allowed to have a single stair
provided it complies with al of the following conditions:
1. Theentirebuilding shall be fully sprinklered, all rooms and spaces with no exceptions
2. Hoor areashall be 10,000 sguare feet (950 m?) or less per floor.
3. Thewindow sill height on the top floor shall be 100 feet (30.4 m) or less from the lowest
level of Fire Department vehicle access.
4. Standby power, light and emergency systems arerequired in al buildings having occupied
floorslocated morethan seventy-fivefeet (22.8 m) abovethelowest level of Fire Department
vehicle access.

5. Public corridorsshall have atwo hour firerated construction in astraight linewith no turns.

6. Theentire building shall have a complete fire alarm system.

7. Goups above thefifth floor shall belimitedto B, M, R, S-1 and S-2. H Group occupancies
shall not be allowed in the building.

8. Atriums and communicating stairs are not allowed in the building.

9. Stair enclosure shall be a minimum two hour fire rated construction, pressurized with a

standpipe and hose connections at each floor. Stair shall be constructed of steel, steel pan,
concrete or other non-combustible construction.
10. All public corridors shall have emergency and exit lighting.
11. Stair shall dischargedirectly to the exterior or be connected to an exterior exit by atwo hour
fire rated exit access corridor enclosure.
12.  Thebasement if used for any purpose other than mechanical equipment or storage, must have
two means of egress.

505.3 Dual exitsover twostories. All habitablebuildingsover two storiesin height containing one
or more dwelling units abovethe second floor shall providetwo separate exitsfrom each floor above
the second floor, accessibleto each dwelling unit on said floor. All required exit facilitiesshall lead
to apublic thoroughfare either directly or through a court or yard, and passage to such exits shall not
lead through any other dwelling unit. Dual means of exit shall consist of two interior stairs
discharging directly or through arated exit enclosure to the outside, or oneinterior and one exterior
stair or existing fire escape accessibleto all dwelling units on each floor abovethe second floor and
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discharging directly or through a court or yard to a public thoroughfare.

Exceptions:

1. Buildings permitted to have only one means of egress under the building code as amended.

2. SingleFamily Dwelling Unitsof Use Group R-3, two and one-half or three storiesin height,
of Type 3 (exterior masonry) construction, shall be exempt from the requirements for two
exits.

3. A singleexit shall be permitted from townhouse dwelling units located on the second and
third floors, in buildings of Type 3 (exterior masonry) construction, provided that theexitis
from the second floor, with aminimum of forty percent of the habitable spacelocated on the
second floor, and all of the following requirements are met:

a. Horizontal and vertical fire separation assemblies based on the Use Group classification
between the first and second floor as determined under the current building code as
amended. A horizontal fire separation is not required between afirst floor commercial
gpace and dwelling units above provided that an AC powered battery back-up
interconnected smokedetection systemisinstalledinthe commercial spaceand basement
with remotealarmsin all dwelling units above or in the common stair and hall if audible
within al dwelling units.

b. Thebuilding islimited to a maximum of six dwelling units and three stories in height.

c. AnAC powered battery back-up interconnected smoke detection system isinstalled for
each dwelling unit throughout the building including the basement. The location of the
smoke detectors shall be sufficient to detect smoke in any habitable room or basement.

Change Section 506.1 to read as follows:

506.1 Accessibility. A building, facility or element that isatered shall comply with the applicable
provisionsin Chapter 11 of the International Building Code, Sections 506.1.1 thru 506.1.5 within
thiscodeand ICC/ANSI A117.1, unlesstechnically infeasible. Where compliance with this section
is technically infeasible, the alteration shall provide access to the maximum extent technically
feasible.

Norenovationwork shall beundertaken that diminishesaccessibility for peoplewithdisabilities.
Where toilet partitions are moved or installed, but existing fixtures are not being moved, an
accessible stall complying with CABO/ANSI A117.1-1998 shall be created provided that this can
be accomplished without moving fixtures. Replacement of doors, bathroom fixtures or hardware
in non-residential shall be accessible. Vertica platform lifts can be used to achieve vertical
accessibility.

Exceptions:
1. Thealtered element or spaceisnot required to be on an accessible route, unless required by
Section 506.2.

2. Accessible means of egress required by Chapter 10 of the International Building Code are
not required to be provided in existing buildings and facilities.
3. TypeB dwelling unitsrequired by Section 1107.4 of the Inter national Building Codeare not
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required to be provided in existing buildings and facilities.

Add Sections 506.3 thru 506.6 to read as follows:
506.3 Encroachment of doors into wheelchair turning spaces. Encroachment of doors and/or
door swing into the required circular or T-shaped wheelchair turning space shall be prohibited.

506.4 Resolving issues of accessible design solutions. Unresolved design issues related to
accessibility shall be resolved by the Commissioner on the Disabled. A letter of agreement shall be
drafted by the Commissioner on the Disabled to the design professional outlining the accessibility
requirements. The building permit shall be issued contingent upon compliance with the letter of
agreement.

506.5 Waiver requirements. In order to request a waiver from the requirements of Chapter 11:
Accessibility, of the International Building Code, a property owner or design professiona shal
submit awritten request to the Commissioner on the Disabled, outlining thespecificreasonsfor their
request. The Commissioner on the Disabled shall consult with the Building Inspector, Plan Review
Section or other Building Division staff about the property. A recommendation shall be made by
the Commissioner on the Disabled to the Building Commissioner. The Commissioner on the
Disabled and Building Commissioner shall agree to grant or deny the request for awaiver. The
property owner or design professional isinformed in writing of the decision by the Commissioner
onthe Disabled. Thisdecision isnot subject to appeal by the Board of Building Appeals. Permits
for therenovated or altered building shall only beissued contingent upon compliance with the letter
of agreement.

506.6 Waiver criteria. A walver of accessibility requirements may be granted if any or all of the

following conditions exist:

1. Itistechnically infeasibleto achieveaccessibility. Thisterm meansthat thereislittle likelihood
that an alteration can be accomplished because the existing structura conditions require the
removal of or alteration of aload-bearing member that is essential to the structural frame, or
because of existing site constraints of physical constraints that prohibit achieving accessibility.
Thisis determined by the Commissioner on the Disabled.

2. The type of business or work being performed at a property, i.e., physically demanding or
requiring a high level of strength and physical mobility, cannot be reasonably performed by a
person with amobility impairment. Thisis determined by the Commissioner on the Disabled.

3. Inan existing multi-floor building with two or more floors, where the functions on the second
or other floors above grade are identica to all the functions on the first floor, vertical
accessibility can be waived if the first floor is totally accessible. This is determined by the
Commissioner on the Disabled.

4. In cases wherethe previous use group is unknown or un-documented and the new use group is
similar to the previous group, a property owner or design professiona shall submit a written
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request for a waiver of the accessibility requirements to the Commissioner on the Disabled,
outlining the specific reasons for the request.

Add Sections 508 to 510 to read as follows:
SECTION 508
ELECTRICAL

508.1 Electrical materialsand methods. Alterationsof any kind shall not diminish the building’s
existing structural strength, theintegrity of existing el ectrical systemsbel ow that whichlegally exists
at the time of the permit application or that which isrequired by the City of Saint Louis Electrical
Code as amended, whichever isless.

New electrical wiring and new electrical equipment shall meet the requirements of the City of
Saint Louis Electrical Code as amended.

The replacement or addition of fixtures, equipment or appliances shall not increase loads on the
electrical serviceunlessthe serviceisupgradedin accordancewiththe City of Saint LouisElectrical
Code as amended to accommodate the increased |oad.

SECTION 509
MECHANICAL

509.1 Mechanical materials and methods. Alterations of any kind shall not diminish the
building’ s existing structural strength, system capacity or mechanical ventilation below that which
legally exists at the time of permit application or that which is required by the City of Saint Louis
Mechanical Code as amended, whichever isless, except as otherwise required by this section.

509.1.1 General regulations. The Genera Regulations requirementsof the City of Saint Louis
Mechanical Code as amended shall be followed for all new equipment in the area undergoing
alterations of any kind.
Exception: Theelectrical requirements of Sections 306.3.1, 306.4.1 and 306.5.3 of the City
of Saint Louis Mechanical Code shall only be applied to new or replacement equipment.

509.1.2 Ventilation. The Ventilation requirements of the City of Saint LouisMechanical Code
as amended shall be followed for al new equipment in the area undergoing aterations of any
kind. Mechanical ventilation shall be required of all bathrooms, smoking lounges, toilet rooms,
locker rooms, dressing rooms and garages as required by the current City of Saint Louis
Mechanical Code as amended for all areas undergoing aterations of any kind.

Exceptions:

1. Existing mechanical equipment shall not be required to provide more ventilation than

that which legally exists at the time of permit application, or

May 20, 2005
Page 65 of 77
Board Bill # 97 Sponsor: Alderman Kennedy



[ —

Qoo ~NOOOUTrWN

2. Bathrooms and toilet roomsin private dwellings that have natural ventilation.

509.1.3 Duct systems. The Duct Systems requirements of the City of Saint Louis Mechanical

Code as amended shall be followed for all new equipment in the area undergoing alterations of

any kind.
Exception: Section 602 of the City of Saint Louis Mechanical Code shall apply only to
newly-constructed plenums. Modifications to existing legally installed plenums, such as
installation of new building, electrical or plumbing materialsinside the plenum, increasing
air flow rate within the plenum, etc. shall not require the plenum to comply with the
construction requirementsfor new plenums. However, newly-installed materialswithin the
plenum shall be consistent with the material requirements of Section 602.

509.1.4 Fud oil pipingand storage. The Fuel Oil Piping and Storage requirementsof the City

of Saint LouisMechanical Code asamended shall befollowed for all new equipment inthe area

undergoing alterations of any kind.
Exception: Section 1305.1 of the City of Saint Louis Mechanical Code shall only apply
when the work being performed increases the load on the system such that the existing pipe
does not meet the size required by the existing City of Saint Louis Mechanical Code.
Existing systemsthat are modified shall not requireresizing aslong astheload onthe system
is not increased and the system length is not increased even if the altered system does not
meet the existing City of Saint Louis Mechanical Code minimumes.

509.2 Fuel gas materials and methods. Alterations of any kind shall not diminish the buildings
existing structural strength, system capacity or mechanical ventilation bel ow that whichlegally exists
at the time of permit application or that which isrequired by the City of Saint Louis Fuel Gas Code,
whichever isless, except as otherwise required by this section.

509.2.1 General regulations. The General Regulationsrequirementsof the City of Saint Louis
Fuel Gas Code shall befollowed for all new equipment in the area undergoing alterations of any
kind.
Exception: Theelectrical requirementsof Sections306.3.1, 306.4.1 and 306.5.2 of the City
of Saint Louis Fuel Gas Code shall only be applied to new or replacement equipment.

509.2.2 Gaspipinginstallations. The GasPiping Installationsrequirementsof the City of Saint
LouisFuel GasCodeasamended shall befollowed for al new equipment in the areaundergoing
alterations of any kind.
Exception: Sections 401.8 and 402.3 shall only apply when the work being performed
increases the load on the system such that the existing pipe does not meet the size required
by the City of Saint Louis Fuel Gas Code. Existing systems lawfully in existence that are
modified shall not requireresizing aslong asthe load on the systemis not increased and the
system length is not increased even if the altered system does not meet the City of Saint

May 20, 2005
Page 66 of 77
Board Bill # 97 Sponsor: Alderman Kennedy



~NOoO o~ WN

© 00

10
11
12
13

14
15
16
17
18
19
20
21
22
23

24
25
26
27
28
29
30
31
32
33

Louis Fuel Gas Code minimums.

509.3 New mechanical appliancesand new mechanical equipment. New mechanical appliances
and new mechanical equipment shall meet the requirements of the City of Saint Louis Mechanical
Code and/or City of Saint Louis Fuel Gas Code.

Thereplacement or addition of fixtures, equipment or appliancesshall notincreaseloadsonthese
systems unlessthe system is upgraded in accordancewith the City of Saint Louis Mechanical Code
and/or City of Saint Louis Fuel Gas Code as amended to accommodate the increased |oad.

SECTION 510
PLUMBING

510.1 Plumbing materialsand methods. Alterationsof any kind shall not diminish the building’s
existing structural strength, system capacity or mechanical ventilation below that whichlegally exists
at the time of permit application or that which isrequired by the City of Saint Louis Plumbing Code
as amended, whichever is less, except as otherwise required by this section.

510.1.1 Water supply and distribution. The Water Supply and Distribution requirements of

the City of Saint Louis Plumbing Code as amended shall be followed for all new piping and

fixtures in the area undergoing alterations of any kind.
Exception: Sections10.1310.14.1, 10.14.2 and 10.14.3 of the City of Saint LouisPlumbing
Code asamended shall only apply when the work being performed increases theload on the
system such that the existing pipe does not meet the size required by the City of Saint Louis
Plumbing Code asamended. Existing systems lawfully in existence that are modified shall
not require resizing aslong as the load on the system is not increased and the system length
isnot increased even if the altered system does not meet the City of Saint Louis Plumbing
Code as amended minimums.

510.1.2 Sanitary drainage systems. The Sanitary Drainage Systems requirements of the City

of Saint Louis Plumbing Code as amended shall be followed for all new piping and fixturesin

the area undergoing alterations of any kind.
Exception: Sections11.2.3,11.3.1,11.4.1,11.5.1,11.5.2,11.5.3,11.5.411.6.1, 11.6.3 and
11.6.5 of the City of Saint Louis Plumbing Code as amended shall only apply when thework
being performed increases the load on the system such that the existing pipe does not meet
the size required by the City of Saint Louis Plumbing Code as amended. Existing systems
lawfully in existence that are modified shall not require resizing as long as the load on the
systemisnot increased and the system length isnot increased even if the altered system does
not meet the City of Saint Louis Plumbing Code as amended minimums.

510.2 New plumbing piping and fixtures. New plumbing piping and fixtures shall meet the
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requirements of the City of Saint Louis Plumbing Code as amended.

Thereplacement or addition of fixtures, equipment or appliancesshall notincreaseloadsonthese
systems unless the system is upgraded in accordance with the City of Saint Louis Plumbing Code
as amended to accommodate the increased |oad.

CHAPTERG

ALTERATIONS-LEVEL 2
(Alteration/M odification)

Add Section 603.4.2 to read as follows:
603.4.2 Concealed spacerequirements. Intypes1and 2 construction, plastic piping shall not
be permitted in conceal ed spaces and above dropped cellings.

Change Section 606.1 to read as follows:

606.1 General. A building, facility or element that is altered shall comply with Section 506. An
accessible entrance shall be provided when entrance steps are being replaced in buildings required
to be accessible. Vertical platform lifts can be used to achieve vertical accessibility. Inan existing
multi-floor building with two or morefloorsabove grade, where the functions on the second or other
floors above grade areidentical to all the functions on thefirst floor and is the same tenant, vertica
accessibility can be walved by the Commissioner on the Disabled if the first floor is totaly
accessible.

In Level 2 alterations, change of use or occupancy, accessible dwelling unitsin occupanciesin
Use Group R-2 contai ning morethan twenty dwelling units, at | east two percent but not lessthan one
of the dwelling units shall be Type A dwelling units.

Exception: Use Group R-2 apartment buildings without a change of use or occupancy.

Change Section 608.1 thru 608.3 to read as follows:

608.1 New installations. All newly-installed electrical equipment and wiring relating to work done

in any work area shall comply with the materials and methods requirements of Chapter 5.
Exception: Electrical equipment and wiring in newly installed partitions and ceilings shall
comply with all applicable requirements of the City of Saint Louis Electrica Code as amended.

Change Section 608.3.4 to read as follows:
608.3.4 Ground fault circuit interruption. Newly installed receptacl e outletsshall be provided
with ground fault circuit interruption as required by the City of Saint Louis Electrical Code as
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amended.

Add Section 609.4 to read as follows:

609.4 Reconfigured or converted spaces. All reconfigured spacesintended for occupancy and all
spaces converted to habitable or occupiable space in any work area shall be provided with either
natural or mechanical ventilation in accordance with the City of Saint Louis Mechanical Code.

Change Section 610.1 to read as follows:

610.1 Minimum fixtures. Where the occupant load of the story is increased by more than 20
percent, plumbing fixturesfor the story shall be provided in quantities specified inthe City of Saint
Louis Plumbing Code as amended listed in Chaper14 based on the increased occupant load.

CHAPTER 7
ALTERATIONS-LEVEL 3

(Reconstruction)

Change Section 702.1.2 to read as follows:
702.1.2 Elevators. Existing elevators with a travel distance of 25 feet (7620 mm) or more
above or below the main floor or other level of a building and intended to serve the needs of
emergency personnel for fire-fighting or rescue purposes shall be provided with emergency
operation in accordance with ASME A17.3. New elevators shall be provided with Phase |
emergency recall operation and Phase || emergency in-car operation in accordance with ASME
Al7.1.

Change Sections 704.1.1 thru 704.2.1 to read as follows:
704.1.1Highrisebuildings. In highrisebuildings, work areas shall be provided with automatic
sprinkler protection. Where the work area exceeds 50 percent of floor area, sprinklers shall be
provided in specified common areas.

704.1.2 Rubbish and linen chutes. Rubbish and linen chutes|ocated in the work areashall be
provided with sprinklered protection where protection of the rubbish and linen chute would be
required under the provisions of the International Building Code for new construction.

Changes Section 706.1 to read as follows:
706.1 General. A building, facility or element that is altered shall comply with Sections 506 and
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Add Sections 708 thru 710 to read as follows:
SECTION 708
ELECTRICAL

708.1 Electrical service, switchgear, firepump, and emer gency system. Inbuildingsundergoing
Level 3 Alterations, the electrical service, switchgear, fire pump, and emergency systems shall be
inspected by the code official. If the electrical service, switchgear, fire pump or emergency system
are found to be in any way defective, they shall be replaced in accordance with the City of Saint
Louis Electrical Code as amended.

SECTION 709
MECHANICAL

709.1 Mechanical rooms, refrigeration machinery rooms and equipment rooms. In buildings
undergoing Level 3 Alterations, all of the mechanical rooms, refrigeration machinery rooms and
eguipment rooms shall be inspected by the code officia. If any mechanical room, refrigeration
machinery room or equipment room is found to be in any way defective, it shall be brought into
compliance with the City of Saint Louis Mechanical Code as amended.

SECTION 710
PLUMBING

710.1 Water serviceand sewer service. Inbuildingsundergoing Level 3 Alterations, the existing
water service and the existing sewer service shall be inspected by the code official. If any water
service or sewer serviceisfound to bein any way defective, it shall be brought into compliance with
the City of Saint Louis Plumbing Code as amended.

CHAPTER 8
CHANGE OF OCCUPANCY

Add Section 807.1.1 to read as follows:
807.1.1 Change of occupancy. Any existing structure heretofore approved, in which thereis
not a change of occupancy to an occupancy requiring greater floor live loads, is permitted to be
continued in usefor the originally approved liveloads, provided that the structureis structurally
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safe and adequate for the proposed occupancy, and the public safety is not endangered thereby.
If the approved live load is less than required by Section 1606 of the International Building
Code, the areas designed for the reduced live load shall be posted with the approved load.
Placards shall be of an approved design.

In every building or other structure or part thereof of Use Groups A, B, E, F, M, Swhere
thereis a change of use or function and in the code officia's opinion the live load may exceed
the existing allowable floor live load, there shall be a placard posted indicating the maximum
allowedfloor liveload. Structura cal cul ationsestablishing the maximum allowed floor liveload
shall be prepared by aMissouri licensed professional engineer. All structural calculations shall
bear an original embossed or wet ink seal, origina ink signature and the date the structural
calculations were sealed by the Missouri licensed professional engineer on the first sheet or on
the cover sheet of the structural calculations.

The maximum allowed floor live load shall be marked on placards of an approved design
which shall be supplied and securely affixed by the owner of the building, or the owner's
authorized agent, in a conspicuous place in each space to which they relate. Any placards|ost,
removed or defaced shall be replaced by the owner or the owner's agent.

Change Sections 808.1 thru 808.4 to read as follows:

808.1 Special occupancies. Where the occupancy of an existing building or part of an existing
building ischanged to one of thefollowing specia occupancies, the e ectrical wiring and equi pment
of the building or portion thereof that contains the proposed occupancy shall comply with all
applicablerequirementsof the City of Saint L ouisElectrical Code asamended regardless of whether
a change of occupancy use group isinvolved:

hazardous locations

commercia garages, repair and storage

aircraft hangars

gasoline dispensing and service stations

bulk storage plants

spray application, dipping and coating processes

health care facilities

places of assembly

theaters, audience areas of motion picture and television studios and similar locations

10. motion picture and television studios and similar locations

11. motion picture projectors

12. agricultural buildings

CoNoO~WDNE

808.2 Unsafe conditions. Where the occupancy of an existing building or part of an existing
building is changed all unsafe conditions shall be corrected, without requiring that all parts of the
electrical system be brought up to the City of Saint Louis Electrical Code as amended.
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808.3 Serviceupgrade. Where the occupancy of an existing building or part of an existing building
is changed electrical service shall be upgraded to meet the requirements of the City of Saint Louis
Electrical Code as amended for the new occupancy.

808.4 Changein use. Whenever achangein use group occurs, the building or part of abuildingin
which the change occurs shall be retrofitted to comply with the requirements of the City of Saint
Louis Electrica Code as amended.

Change Section 809 to read as follows:
SECTION 809
MECHANICAL

809.1 Special occupancies. Where the occupancy of an existing building or part of an existing
building is changed, the mechanical systems and equipment of the building or portion thereof that
containsthe proposed occupancy shall comply with the applicabl e requirements of the City of Saint
Louis Mechanical Code regardless of whether a change of occupancy group isinvolved:

1 Hazardous locations

2 Commercia garages, repair and storage

3 Aircraft hangars

4, Gasoline dispensing and service stations

5. Bulk storage plants

6 Spray application, dipping and coating processes

7 Health care facilities

8 Places of assembly

9 Theaters, audience areas of motion pictureandtelevision studiosandsimilar  locations
10. Motion picture and television studios and similar locations

11. Motion picture projectors

12. Agricultural buildings

809.2 Unsafe conditions. Where the occupancy of an existing building or part of an existing
building is changed, all unsafe conditions shall be corrected, without requiring that all parts of the
electrical system be brought up to the requirements of the City of Saint Louis Mechanical Code.

809.3 Changein use. Whenever achangein use group occurs, the building or part of abuildingin
which the change occurs shall be retrofitted to comply with the requirements of the City of Saint
Louis Mechanical Code.

Change Section 810 to read as follows:
SECTION 810

May 20, 2005
Page 72 of 77
Board Bill # 97 Sponsor: Alderman Kennedy



abrhwiN =

~N O

10
11
12
13
14
15
16
17
18
19
20
21
22
23
24
25
26
27
28
29

30
31

32

PLUMBING

810.1 Unsafe conditions. Where the occupancy of an existing building or part of an existing
building is changed, all unsafe conditions shall be corrected, without requiring that all parts of the
plumbing systems be brought up to the requirements of the City of Saint Louis Plumbing Code as
amended.

810.2 Changein use. Whenever achangein use group occurs, the building or part of abuildingin
which the change occurs shall be retrofitted to comply with the requirements of the City of Saint
Louis Plumbing Code as amended.

Change Section 812.5 to read as follows:

812.5 Accessibility. Existing buildings or portions thereof that undergo a change of occupancy
classification shall have all of the following accessible features:

At least one accessible building entrance.

At least one accessibleroute from an accessibl e building entrance to primary function areas.
Signage complying with the International Building Code.

Accessible parking, where parking is being provided.

At least one accessible passenger |oading zone, where |oading zones are provided.

At least one accessibleroute connecting accessible parking and accessi bl e passenger loading
zones to an accessible entrance.

7. Accessibletoilets shall be provided. Wherefull complianceisnot possible, asingle fixture

unisex, accessible bathroom shall be permitted.

Whereit istechnically infeasibleto comply with the new construction standards for any of these
requirements for a change of use group or occupancy, the above items shall conform to the
requirements to the maximum extent technically feasible. Change of use group or occupancy that
incorporate any aterationsor additions shall comply with this Section and Sections 506.1 and 506.2
as applicable.

Exceptions:

1. TypeB dwelling unitsrequired by Section 1107.5.4 of the International Building Code are

not required to be provided in existing buildings and facilities.

2. Waiversas provided for in Section 506.5 and 506.6

SUuhA~wWNE

CHAPTER9
ADDITIONS

Change Section 906.1 to read as follows:
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906.1 Minimum requirements. Additions to existing buildings or structures may be made to such
buildingsor structureswithout making the entire building or structure comply with the requirements
of the International Building Code. The addition shall conform to the requirements of the
International Building Code as they relate to new construction only.

Add Sections 907 thru 909 to read as follows:
SECTION 907
ELECTRICAL

907.1 Minimum requirements. Additionsto existing buildings or structures may be madeto such
buildings or structures without requiring that the entire building or structure comply with the
requirements of the City of Saint Louis Electrical Code as amended. The addition shall conform
to therequirementsof the City of Saint LouisElectrical Codeasamended. Theaddition of fixtures,
equipment or appliances shall not increase loads on the electrical service unless the service is
upgraded in accordance with the City of Saint Louis Electrical Code as amended to accommodate
the increased |oad.

SECTION 908
MECHANICAL

908.1 Minimum requirements. Additionsto existing buildings or structures may be madeto such
buildings or structures without requiring that the entire building or structure comply with the
requirements of the City of Saint Louis Mechanical Code asamended. The addition shall conform
to the requirements of the City of Saint Louis Mechanical Code as amended. The addition of
fixtures, equipment or appliances shall not increase loads on any mechanical system unless the
system is upgraded in accordance with the City of Saint Louis Mechanical Code as amended to
accommodate the increased |oad.

SECTION 909
PLUMBING

909.1 Minimum requirements. Additionsto existing buildings or structures may be madeto such
buildings or structures without requiring that the entire building or structure comply with the
requirements of the City of Saint Louis Plumbing Code as amended. The addition shall conform
to therequirementsof the City of Saint LouisPlumbing Code asamended. Theaddition of fixtures,
equipment or appliances shall not increase loads on any plumbing system unless the system is
upgraded in accordance with the City of Saint Louis Plumbing Code as amended to accommodate
the increased load.
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CHAPTER 10
HISTORIC BUILDINGS

Change Section 1005.15 to read as follows:
1005.15 Accessibility requirements. The provisions of Section 812.5 shall apply to buildings and
facilities designated as historic structures that undergo a change of occupancy, unless technically
infeasi ble. Where compliance with therequirementsfor accessible routes, ramps, entrances, or toilet
facilitieswould threaten or destroy the historic significanceof the building or facility, as determined
by the authority having jurisdiction, the alternative requirements of Sections 1005.1.1 through
1005.1.5 for that element shall be permitted.
Exception: Waivers as provided for in Section 506.5 and 506.6

CHAPTER 11
RELOCATED OR MOVED BUILDINGS

CHAPTER 12
COMPLIANCE ALTERNATIVES

1201.2 Applicability. Structures existing prior to the date of adoption of this code, in which there
iswork involving additions, alterations or changes of occupancy shall be made to conform to the
requirements of this chapter or the provisions of Chapters 4 through 10. The provisions of Sections
1201.2.1 through 1201.2.5 shall apply to existing occupancies that will continue to be, or are
proposedto be, in GroupsA, B, E, F, M, R, and S. These provisions shall not apply to buildingswith
occupanciesin Group H or I.

Add Section 1202 to read as follows:

SECTION 1202
CULTURAL RESOURCES

1202.1 Preservation Board per mit requirements. When the ordinancesof the Cultural Resources
Office of the Planning and Urban Design Agency (CRO) require a permit for items for which this
code does not require apermit, applications shall be permitted to be taken by the Building Division
and processed solely to the Cultural Resources Office. Both the Building Commissioner and the
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Cultural Resources Office Director are authorized to place stop work orders. Any appeals or court
actions resulting from such citations, applications or permits shall have technical and aesthetic
testimony from the Preservation Board and the staff of the Cultural Resources Office.

1202.2 Cultural Resources Officedenial: Unless overruled by the Building Commissioner as a
result of an emergency situation, or the Planning and Urban Design Commission, adenia from the

Preservation Board shall bethefinal denial; no further noticefrom the codeofficia shall berequired
to any person.

CHAPTER 13
CONSTRUCTION SAFEGUARDS

Change Section 1301.5 to read as follows:

1301.5 Facilitiesrequired. Sanitary facilities shall be provided during construction or demolition
activities in accordance with the City of Saint Louis Plumbing Code as amended listed in Chapter
14.

SECTION FOUR....PENALTY CLAUSE

Any person who shall violate a provision of this code or shall fail to comply with any of the
requirements thereof, or who shall erect, construct, alter, extend, repair, remove, demolish, use or
occupy any building, structure or premises or equipment regulated by this code in violation of an
approved construction document or directive of the code official or the Board of Building Appeals,
or of a permit or certificate issued under the provisions of this code, and shall, upon conviction
thereof, be punished by a fine of not more than five hundred dollars, or by imprisonment not

exceeding ninety days, or both such fineand imprisonment. Each day that aviolation continues shall

constitute a separate and distinct offense.

SECTION FIVE ...SAVING CLAUSE
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That nothing in thisOrdinance or in the City of Saint Louis Electrical Code hereby adopted shall
be construed to affect any suit or proceeding impending in any court, or any rights acquired, or
liability incurred, or any cause or causes of action acquired or existing, under any act or ordinance
hereby repealed as cited in Section Two of this Ordinance; nor shall any just or legal right or remedy

of any character be lost, impaired or affected by this Ordinance.

SECTION SIX....EMERGENCY CLAUSE
This being an ordinance necessary for the immediate preservation of the public safety, it is
hereby declared to be an emergency measure and shall become effective immediately upon its

approva by the Mayor.

SECTION SEVEN....CODIFIED
It isthe intent of the Board of Aldermen that Section Two of this ordinance be codified in the

Revised Code of the City of Saint Louis.
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